
 
 
 
 

 
February 23, 2018 

 
ADDENDUM NO. 1 

 
TO THE CONTRACT DOCUMENTS 

FOR THE CONSTRUCTION OF 
 

ADDITIONS AND ALTERATIONS 
THE EMBASSY COMMUNITY CENTER 

 
 
   CONTRACT NO. 1 - GENERAL CONSTRUCTION 
   CONTRACT NO. 2 - PLUMBING  
   CONTRACT NO. 3 - HVAC 
   CONTRACT NO. 4 - ELECTRICAL 
 

Village of Dobbs Ferry 
Westchester County, New York 

 
 
TO ALL HOLDERS OF THE CONTRACT DOCUMENTS: 
 
Your attention is directed to the following interpretations of, changes in, and additions to the Contract 
Documents for the construction of Additions and Alterations to The Embassy Community Center. 
 
This addendum is issued in accordance with the Instructions to Bidders 2.4, and is made part of the 
Contract Documents in accordance with Article 2 of the Bid Form.  
 
Receipt of this addendum must be acknowledged in the Bid, in accordance with the Instructions to 
Bidders. 
 

James J. Hahn Engineering P.C., Brewster, NY 
Sylvia J Lee Architect PLLC, Hastings-On-Hudson, NY 
Rodney D. Gibble Consulting Engineers, New York, NY 

OLA Consulting Engineers, PC, Hawthorne, NY 
 
 
 
 
 
 
 
 
 

         Sylvia J. Lee, AIA         John Torre, P.E.  Rodney D. Gibble, P.E., SECB



Village of Dobbs Ferry 
ADDITIONS AND ALTERATIONS 
The Embassy Community Center 
Contract Nos. 1-General Construction, 2-Plumbing, 3-HVAC, 4-Electrical 
Addendum No. 1 

 
A. IN THE ADVERTISEMENT 
 

1. Reference Public Notice, Section 000101-1, DELETE: “A mandatory pre-bid 
conference will be held at the site on February 12, 2018 at 10:00 a.m. local 
time”, AND SUBSTITUTE THEREFOR: “The Pre-bid meeting is not 
mandatory but the Contractors shall visit the site to become familiar with the 
project”; and “A second site meeting will be held March 12, 2018 at 2:00 p.m. 
at the Site”.  

 
2. Reference Public Notice, Section 000101-1, DELETE: 

 
“Proposals will be received from registered bidders until 11:00 a.m. local time 
on, February 28, 2018, by the Village Clerk, Village Hall, 112 Main Street, 
Dobbs Ferry, NY 10522, at which time they will be publicly opened and read 
aloud.” 

 
AND SUBSTITUTE THEREFOR: 

 
“Proposals will be received from registered bidders until 11:00 a.m. local time 
on, March 21, 2018, by the Village Clerk, Village Hall, 112 Main Street, 
Dobbs Ferry, NY 10522, at which time they will be publicly opened and read 
aloud.” 

 
B. IN THE BID DOCUMENTS 
 

1. Reference First Page of Cover Sheet, DELETE: “Senior Recreation Leader, 
Michael Dominici”. 
 

2. Reference Second Page of Cover Sheet, DELETE: “CONTRACT 
DOCUMENTS”, AND SUBSTITUTE THEREFOR: “BID 
DOCUMENTS”. 
 

3. Reference Second Page of Cover Sheet, ADD: State of New York Stamp and 
Seal from Sylvia J. Lee, Registered Architect, John Torre, Licensed 
Professional Engineer and Rodney D. Gibble, Licensed Professional Engineer, 
SECB. 

 
4. Reference Instructions To Bidders, Section 002000-1, Part 1 - Invitation, 1.2, 

DATE/TIME, DELETE: “February 28, 2018, at 11:00 a.m.”, AND 
SUBSTITUTE THEREFOR: “March 21, 2018, at 11:00 a.m.”. 

 
5. Reference Instructions To Bidders, Section 002000-1, Part 1 - Invitation, 1.3, 

DELETE: “A Mandatory Pre-Bid Conference will be held at the site at 10: 
a.m. on February 12, 2018”, AND SUBSTITUTE THEREFOR: “The Pre-
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Village of Dobbs Ferry 
ADDITIONS AND ALTERATIONS 
The Embassy Community Center 
Contract Nos. 1-General Construction, 2-Plumbing, 3-HVAC, 4-Electrical 
Addendum No. 1 

 
bid meeting is not mandatory but the Contractors shall visit the site to become 
familiar with the project”. 

 
6. Reference Instructions To Bidders, Section 002000-5, Part 6 - Completion, 

6.1, A, DELETE: “90” calendar days, AND SUBSTITUTE THERFOR: 
“365” calendar days. 365 days is also provided in the agreement section.  

 
7. Reference Bid Forms: General Construction, Section 004001 - GC - 2, ADD: 

“Allowance - Landscaping, $15,000”. 
 

8. Reference Bid Forms: Plumbing Work, Section 004002 PC-2, ADD: 
“Allowance - Ansul System/ Kitchen Hood, $5,000”. 

 
9. Reference Allowances, Section 012100-2, Part 3 - Execution, 3.3 Schedule of 

Allowances, ADD: “C. Landscaping”, and “D. Ansul System/ Kitchen Hood”. 
 

10. Reference Specification 235116, REMOVE: Specification 235100. ADD: 
Specification 235100. 

 
C. IN THE BID DRAWINGS 
 

1. All proposed work to the “Existing Vaulted Roof Structure Over 
Auditorium/Gym, Roof Part 2”, is subject to the Structural Analysis of the 
existing roof. The General Contractor shall coordinate with the Village, 
Village Consulting Engineer and Asbestos Abatement Contractor to confirm 
the schedule for replacing the roofing system as noted in the Bid Documents 
and Bid Drawings. This shall not affect the scheduling for the Abatement and 
replacement of the roofing system for the “Existing Community Center, Roof 
Part 1”.  
 

2. Reference Sheet T-001, DELETE: “Addition and Renovations”, AND 
SUBSTITUTE THEREFOR: “Additions and Alterations”.   

 
3. Reference Sheet T-010, ADD: Site Survey, Revised October 10, 2017.  

 
4. ADD: Proposed Generator Site Plan, Dated 2/23/18, Sheet SK-1.  

 
5. The Vestibule concrete foundations, and concrete footings, piers and anchor 

bolts located in the parking area have been constructed and shall not be a part 
of this Bid.  

 
6. All proposed work to the Embassy Club located in the basement level shall be 

coordinated with the Village, Village Consulting Engineer and Embassy Club 
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Village of Dobbs Ferry 
ADDITIONS AND ALTERATIONS 
The Embassy Community Center 
Contract Nos. 1-General Construction, 2-Plumbing, 3-HVAC, 4-Electrical 
Addendum No. 1 

 
Owner. The Embassy Club will be in use and will require access throughout 
the Project construction schedule.  

 
7. Reference Sheet E2.2, ADD: Storage room switching; exit sign at entrance; 

lighting control notes 9 and 10.  
 

8. Reference Sheet E3.1, RELOCATE: Motorized damper and Generator 
Remote Annunciator Panel; ADD: UH-2 in Electric Service Room. 

 
9. Reference Sheet E3.2, ADD: Circuit numbers for kitchen GFI receptacles; 

exhaust hood and fire suppression system circuits; DELETE: Radiant floor 
disconnect switch in Main Level storage room. 

  
10. Reference Sheet E3.3, ADD: Circuit information for ACC-1 connection to 

AC-2 and AC-3.  
 

11. Reference Sheet E4.1, ADD: Main Level smoke detector above FACP; 
Monitor module for interconnection between new Main Level FACP and 
existing Embassy Club FACP; RTU-1 duct detector in Social Room B; CU-1 
duct detector in Mezzanine Mechanical Room; heat detector in Mezzanine 
Mechanical Room; DELETE: Smoke detector in Mezzanine Mechanical 
Room; RELOCATE: Smoke detector in front entrance hallway.  

 
12. Reference Sheet E5.1, DELETE: Feeder tag 5 for Panel LPLL, LP1, LP2. 

ADD:  Feeder tag 7 for Panel LPLL, LP1, LP2; Pole riser notes. 
13. Reference Sheet E6.1, ADD: “WITH DIMMING” to fixture LR and LT; 

fixture LQ and LR catalog numbers; fixture LV location. 
 

14. Reference Sheet E6.2, ADD: Kitchen circuits to LP2 Panel Schedule; UH-2 
circuit to LPLL Panel Schedule; Motorized damper circuit to PPM1 Panel 
Schedule. 

 
15. Reference Sheet E7.2, ADD: Detail #14 – Kitchen Equipment Shutdown 

Contactor Wiring Diagram; Detail #15 – Typical Kitchen Fire Suppression 
System. 

 
16. Reference Sheet P0.1, ADD: Plumbing Schedule Note #2 

 
17. Reference Sheet P2.1, ADD: Gas service and piping; Floor Drain in Water 

Service Room; Vent Piping; Storm drainage; RELOCATE: Pipe routing for 
Sanitary and Vent; Drawing Notes 4 and 5. 
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Village of Dobbs Ferry 
ADDITIONS AND ALTERATIONS 
The Embassy Community Center 
Contract Nos. 1-General Construction, 2-Plumbing, 3-HVAC, 4-Electrical 
Addendum No. 1 

 
18. Reference Sheet P2.2, ADD: Vent in Mechanical Mezzanine, Janitors Closet, 

Bathroom, and Mens Restroom Lavatory; RPZ in Mechanical Mezzanine; 
Solenoid Valve in Kitchen; Floor Drain in domestic water heater room; Storm 
Drainage in entry vestibule area; Drawing #1 -Domestic & Sanitary piping; 
Drawing #1 Drawing Note 3. 

 
19. Reference Sheet P2.3, ADD: Roof Drain; Vents to Roof; Gas to MAU-1. 

 
20. Reference Sheet P5.1, ADD: Pipe sizes, routing for Domestic, Sanitary, and 

Gas riser diagrams; REMOVE: Previous pipe routing and sizes. 
 

21. Reference Sheet P7.2, ADD: Details #10 thru 13; REMOVE: Detail #9 
 

22. Reference Sheet M1.1, ADD: Note clarifying demolition scope for drawing 
#1 & 3; Note calling for “Pre-demolition airflow measurements” in drawing 
#2. 

 
23. Reference Sheet M2.1, ADD: Louver L-1 and ductwork/components serving 

crawl space; UH-2 Electric unit heater serving Electric Room; Piping to RP-1 
and radiant floor Manifold; Crawl space exhaust ductwork; Note clarifying 
HW pipe sizes; Notes clarifying exhaust ductwork; Condensate drain from 
AC-2 & AC-3.  REMOVE: Note referencing “1 ¼”HWS&R”. 

 
24. Reference Sheet M2.2, ADD: Note for duct sizes and refrigerant serving AC-

2 & AC-3; Note for duct size serving VAV-2; Condensate drain for AC-2 & 
AC-3; Duct Smoke Detector  for RTU-1;  Symbol showing valves for FTR; 
Drawing Notes #1 & #2; REMOVE: Drawing Note #1; Reference to “1 
¼”HWS&R”; Return Register Tags associated with RTU-1. 

 
25. Reference Sheet M2.3, ADD: Duct and Pipe sizes; HW & DX pipe routing; 

Duct smoke detector and Motorized Dampers for AC-1;  REMOVE: Pump 
Symbol shown outside Mechanical Mezzanine;  

 
26. Reference Sheet M2.4, ADD: Flue for Domestic Water Heater 

 
27. Reference Sheet M6.1, ADD: Schedule information for Cabinet Unit Heater, 

Finned Tube Radiators; Unit Heaters, Louver; Fan EF-2; and pumps; Added 
verbiage “Joist Track” in Radiant Floor Heating Schedule, Note #5; “Exhaust” 
and “ER” to “Return/Exhaust Register” schedule; REMOVE: “Quick Track” 
verbiage from Radiant Floor Heating Schedule, Note #5. 
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ADDITIONS AND ALTERATIONS 
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28. Reference Sheet M6.2, ADD: Drawing Number “6.2” in title block; Schedule 

information for Condensing Unit, Air Handling Unit, and Rooftop Unit. 
REMOVE: Drawing number listed as “6.1” 

 
ATTACHMENTS 

 
BID DOCUMENTS 
1 COVER SHEET 
2 COVER SHEET  
000101 PUBLIC NOTICE 
002000 - 1 INSTRUCTIONS TO BIDDERS 
002000 - 5 INSTRUCTIONS TO BIDDERS 
004001-GC-2 BID FORMS  
004002 PC - 2 BID FORMS  
012100 - 2 ALLOWANCES 
235116 FABRICATED BREECHINGS AND 

ACCESSORIES  
 
DRAWINGS 
SK-1    Proposed Generator Site Plan 
Site Survey, Revised October 10, 2017 
E2.2    Electrical Main and Roof Level Plans – Lighting 
E3.1    Electrical Lower Level Plan – Power 
E3.2 Electrical Main Level and Mezzanine Level Floor 

Plan – Power and Data 
E3.3    Electrical Roof Plan – Power 
E4.1 Electrical Lower Level, Main Level and Mezzanine 

Level Plans – Fire Alarm 
E5.1    Electrical One-Line Diagram 
E6.1    Electrical Lighting Fixture Schedule 
E6.2    Electrical Panel Schedules 
E7.2    Electrical Details 
M1.1    Mechanical Demolition Plans 
M2.1    Mechanical Lower Level New Work Plan 
M2.2    Mechanical First Floor New Work Plan 
M2.3 Mechanical Upper Gym and Mezzanine New Work 

Plans 
M2.4    Mechanical Roof New Work Plan 
M6.1    Mechanical Schedules  
M6.2    Mechanical Schedules 
M7.2    Mechanical Details 2 of 2 
P0.1 Plumbing Symbols, Abbreviations, Notes and 

Schedules 
P2.1    Plumbing Basement New Work Plan 
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P2.2    Plumbing First Floor New Work Plan 
P2.3    Plumbing Roof New Work Plan 
P5.1    Plumbing Riser Diagrams 
P7.2    Plumbing Details 2 of 2 

QUESTIONS AND ANSWERS 
 

Q. Will the existing furniture be removed prior to construction?  
 

A. Furniture will be moved prior to construction. 

Q.  Are the footings on the bid drawings included in the work? 
 
A. Reference Foundation Plan, Sheet S-100 and S-101, only interior footings and 

related work in the northeast location of the gym for the proposed mechanical 
mezzanine are included in this bid. All footings on the exterior of the building 
have been constructed in the previous phase of construction.  

 
Q. Is there any asbestos in the building?  
 
A. Reference Existing Hazardous Materials Information, Section 003126-1. The 

roof of the building has asbestos. 
 
Q.  The radiant panel for the gymnasium is specified to be installed utilizing the 

joist trak system, please confirm that the intent is that the system is to be 
installed in the crawl space between the existing joists below the existing/new 
subfloor. Please confirm that the existing insulation is to be removed by the 
general contractor and reinstalled underneath the new radiant system once 
completed. Please also advise if the town will have any special requirements 
for confined space work in this area. 

 
A. Yes, the existing insulation between the floor joists will be removed and 

reinstalled by the GC. Yes, this is a confined space.  
 
Q.  Please confirm who will provide kitchen hoods and Ansul equipment. 
 
A. See Allowance.  
 
Q. Is there a time of contract? Non Shown  
 
A. See Bid Forms for GC, Plumbing, HVAC and Electrical; and see Summary, 

010100. 365 calendar days from the notice of award.  
 
Q. Are there liquidated damages? Non Shown 
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Village of Dobbs Ferry 
ADDITIONS AND ALTERATIONS 
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Contract Nos. 1-General Construction, 2-Plumbing, 3-HVAC, 4-Electrical 
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A. See Instructions to Bidders, 002000-5. $500 per calendar day.  
 
Q. No Clear asbestos Report that shows quantities.  
 
A. See Existing Hazardous Material Information, 003126. Asbestos abatement 

will be by others. All parts of the existing roofing system are considered 
asbestos containing materials.  

 
Q. Are the doors Wood or Hollow metal?  
 
A. Hollow metal. Will clarify on updated door/openings schedule, to be included. 
 
Q. No Allowance Shown.  
 
A. See Bid Forms, 004001-GC-2, and Allowances, 012100. Also, mentioned in 

this Addenda.  
 
Q. No Alternates shown  
 
A. There are no alternates.  
 
Q. No details at underside of marquee SR Ceiling? 
 
A. Detail A2/A402 will be updated to the clarify ceiling. See also the spec 

057300 section in the bid set, which describes same. 
 
Q. Toiletries by GC or Plumber?  
 
A. See Division 10 in Table of Contents and Bid Forms 004001. This will remain 

the GC.  
 
Q. Do MEP do their own chop and patch?  
 
A. See Multiple Contract Summary, 011200. Each prime contractor will perform 

cutting and patching.  
 
Q. Site and Concrete by other? There is work being done now that is on GC 

Drawings.  
 
A. Reference Foundation Plan, Sheet S-100 and S-101, only footings and related 

work in the northeast location of the gym for the proposed mechanical 
mezzanine are included in this bid. All footings on the exterior of the building 
have been constructed in the previous phase of construction.  
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Q. No Top Cabinets? Plastic Laminate or Corian?  
 
A. Upper cabinets are shown on drawing A703. Kitchen countertops will be 

stainless steel. 
 
Q. "m"and "n" Walls - no partitions schedule.  
 
A. The tags will be updated on the plans. There is a partition schedule on 

drawing A501. 
 
Q. No Ansul System Shown  
 
A. An allowance has been added to the Contract Documents for an ansul system. 
 
Q. NO elevations of bottom of footings shown on structural or Architectural 

drawings.  
 
A. See footing notes on S-100 and S-101; “Top of New Footing To Match 

Bottom of Existing Joist”. Also, see Detail 3 on S-204. 
 
Q. No Details @ wood Panelling @A702. 
 
A. Paneling will be installed on a Z-clip system.   
 
 

END OF ADDENDUM NO. 1 
 

 
 

P:\Village of Dobbs Ferry\Highway Department\Embassy Club\Embassy Club Addition\Addendum No. 
1\Addendum No.1.docx 
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ADDITIONS AND ALTERATIONS  
THE EMBASSY COMMUNITY CENTER  
VILLAGE OF DOBBS FERRY   
                 

Public Notice  000101 - 1 
 

PUBLIC NOTICE 
 

Notice is hereby given that the Village Clerk for the Village of Dobbs Ferry will receive sealed 
bids for the “ADDITIONS AND ALTERATIONS” to The Village of Dobbs Ferry Embassy 
Community Center at 60 Palisade Street, Dobbs Ferry, NY 10522, in accordance with the project 
documents prepared by the office of Sylvia J. Lee Architects, P.O. Box 583 Hastings-On-Hudson, 
NY, and James J. Hahn Engineering, P.C. 1689 Route 22, Brewster, NY 10509. 

 
In general, the work includes the construction of a superstructure, mechanical mezzanine, 
mechanical, electrical, plumbing, interior and exterior renovations to the existing Embassy 
Community Center Building, and related work.  
 
Work consists of four prime contracts: 

General Construction  
 Plumbing 
 Heating, Ventilating and Air Conditioning 
 Electric 

 
All prime contract proposals must be on a lump sum basis. Segregated proposals will not be 
accepted. 

 
Bid documents consisting of the Project Manual, Drawings and Addenda if any, will be posted on 
the Village website and available only to registered bidders after 1:00 pm January 31, 2018. 

 
All prospective bidders must register with the Village Clerk, Village of Dobbs Ferry at 112 Main 
Street, Dobbs Ferry, to obtain bid documents electronically. The prospective bidders will be 
required to complete the Village’s project registration form with the following information: 
 

1.   Company name, address, and telephone number. 
2.   Contact person and e-mail address. 
3.   Fax number (optional). 
4.   Prime Contract to bid on. 
 

Upon receipt of this information, the contractor will be added to the list official contractors. No 
deposit is required. Bids will be accepted only from registered bidders. Registered bidders will 
be notified of addenda via email. 
 
Copies of the bid documents can also be picked up at Village Hall with a $50 deposit check to 
be returned when the bid documents are returned. 

 
The Pre-bid meeting is not mandatory but the Contractors shall visit the site to become familiar 
with the project. A second site meeting will be held March 12, 2018 at 2:00 p.m. at the Site. 

 
Proposals will be received from registered bidders until 11:00 am local time on, March 21, 2018, by 
the Village Clerk, Village Hall, 112 Main Street, Dobbs Ferry, NY 10522, at which time they will 
be publicly opened and read aloud. 

 
A satisfactory Bid Bond executed by the Bidder or acceptable sureties or a certified check in the 
amount of five percent (5%) of the Base Bid, shall be submitted with the bid. 



ADDITIONS AND ALTERATIONS  
THE EMBASSY COMMUNITY CENTER  
VILLAGE OF DOBBS FERRY   
                 

Public Notice  000101 - 2 
 

 
The successful Bidder will be required to furnish and pay for satisfactory Performance and 
Payment Bonds in the amount of one hundred percent (100%) of contract amount. A Consent of 
Surety to provide these bonds for the bidder is to be submitted with proposal.  
 
All bids must be submitted in opaque, sealed envelope clearly marked “Name of Prime Contract 
being bid”, and “ADDITIONS AND ALTERATIONS”, addressed to: Village Clerk, Village 
Hall, 112 Main Street, Dobbs Ferry, NY 10522. In submitting a bid, Bidder agrees not to 
withdraw his bid within forty-five (45) days after the date of the bid opening. 

 
The Village reserves the right to reject all bids and to waive any informality or irregularity in 
any or all bids, after all bids have been examined and checked. 

 
Dated: By order of the Village Board 
February 23, 2018 

 
 
 
 

Elizabeth Dreaper, Village Clerk 



INSTRUCTIONS TO BIDDERS 002000 - 5

ADDITIONS AND ALTERATIONS 
THE EMBASSY COMMUNITY CENTER 
VILLAGE OF DOBBS FERRY 
 

 

 

 

p sum price.  

 
B. If the Bidder is a corporation, the bid shall contain the legal name of the corporation and 

shall be signed by a duly authorized officer and the corporate seal affixed; if a 
partnership, it shall be signed by one of the partners authorized to execute documents and 
shall give the names and addresses of all partners; if an individual doing business under 
another name, he shall sign his own name, followed by the name under which he 
conducts his business.  

 
 

PART 5 - AWARD OF CONTRACT 
 

5.1 The Contracts will be awarded, if at all, to the lowest responsible Bidders as determined by the 
Owner, according to law and the provisions of the Contract Documents. 

 
A.  In determining who the lowest bidder is, the Owner shall compare the total of all bids for 

the specific contract with respect to the Base Bid and accepted alternates, if any. 
 

B. In determining whether a bidder is responsible, financial responsibility of the bidder shall 
not be the sole criterion. The Owner is concerned with (a) the proven and probable ability 
of the bidder to satisfactorily perform the Contract so that the project will be properly 
constructed in accordance with the Contract Documents and ready for occupancy with the 
Contract Time (except for strikes and causes beyond his control as decided by the 
Architect), and, (b) the proven and probable ability of the bidder to work cooperatively and 
satisfactorily with Contractors for other branches of work so that they may perform their 
work satisfactorily and within the time limits of their respective Contracts. 

 
5.2 The form of Contract will be AIA Document No. A132-2009, Standard Form of Agreement 

Between Contractor and Owner, Construction Manager as Advisor, modified to conform to the 
bidding documents. 

 
 
PART 6 - COMPLETION  

 
6.1 Schedule/Completion Time/Liquidated Damages 
 

A. It is the intention of the Owner that the project be at Substantial Completion in the shortest
possible time and no later than 365 calendar days after the Owner’s Notice to Proceed. 
Time is of the essence and this stipulated completion date shall be considered the essence 
of the Contract. Liquidated damages of $500 per calendar day shall be assessed beyond 
the 365 day completion date. 

B. Substantial Completion shall be defined as the state at which the Owner may take 
beneficial occupancy of the project including the issuance of a Certificate of Occupancy
from the Village Building Inspector for the work of the specific contract. 

C.   Work Hours: Work to be done on site Monday through Saturday from 7:30 am to 6:30 pm. 
D. The Project is subject to Wick’s Law. Each Prime Contractor is responsible for 

coordination of work with the General Contractor. The cost of coordination is included in 
the lum 

 



INSTRUCTIONS TO BIDDERS 002000 - 1

ADDITIONS AND ALTERATIONS 
THE EMBASSY COMMUNITY CENTER 
VILLAGE OF DOBBS FERRY 
 

 

SECTION 002000 - INSTRUCTIONS TO BIDDERS 
 
 

PART 1 - INVITATION 
 

1.1   Sealed bids are invited for the following contracts for: ADDITIONS AND ALTERATIONS - The 
Embassy Community Center to 60 Palisade Street, Dobbs Ferry, NY 10522. 

 
A. Contract No. 1- General Construction 
B. Contract No. 2- Plumbing 
C. Contract No. 3- HVAC 
D. Contract No. 4- Electrical 

 
1.2     Bids will be received at the place, date and time stated below. Any proposal received after time     
              and date stated above will be returned to the Bidder unopened. Bids will be opened and read  
              aloud. 

 
PLACE: Office of the Village Clerk 
 Village Hall 
 112 Main Street 
 Dobbs Ferry, NY 10522 
 
DATE/TIME March 21, 2018, at 11:00 am. 

 
1.3      The Pre-bid meeting is not mandatory but the Contractors shall visit the site to become familiar with 

the project 
 

1.4      Additional follow up site visits are to be arranged by contacting the Village Clerk’s office at 
(914) 231-8504. 

 
 

PART 2 - BIDDING DOCUMENTS 
 

2.1 Bid documents consisting of the Project Manual, Drawings and Addenda if any, will be posted on 
the Village website and available only to registered bidders after 1:00 pm January 31, 2018. 

 
2.2 All prospective bidders must register with the Village Clerk, Village of Dobbs Ferry at 112 Main 

Street, Dobbs Ferry, to receive bid documents. To register, the prospective bidders will be required to 
complete the Village’s project registration form with the following information: 

 
1. Company name, address, and telephone number. 
2. Contact person and e mail address. 
3. Fax number (optional). 
4. Prime Contract to bid on. 

 
 

2.3 Upon receipt of this information, the contractor will be added to the list of official contractors. No 
deposit is required. The registered bidder may then download the bid documents. Bids will be 
accepted only from registered bidders. Registered bidders will be notified of addenda availability. 



 ADDITIONS AND ALTERATIONS 

BID FORMS 004001 - GC - 2

THE EMBASSY COMMUNITY CENTER 
VILLAGE OF DOBBS FERRY 
   

 

BREAKDOWN OF BASE BID 
 
The following is a Breakdown of Costs by Major Division used by the Bidder in assembling his Bid 
Proposal: 
 
General Conditions, Overhead and Profit $   
 
Division 2 - Existing Conditions $   
 
Division 3 - Concrete $   
 
Division 4 - Masonry  $   
 
Division 5 - Metals           $                              
 
Division 6 - Wood, Plastics, and Composites        $                              

 
Division 7 - Thermal and Moisture Protection $   
 
Division 8 - Openings           $                          
 
Division 9 - Finishes  $                              
 
Division 10 - Specialties          $                              
 
Division 11 - Equipment          $                              
 
Division 12 - Furnishings          $                              

 
Division 31 - Earthwork $   
 
Division 32 - Exterior Improvements         $                              
  
Allowance - Construction Fence       $   10,000     
 
Allowance - Dumpsters (For All Contractors)    $   12,000    
 
Allowance - Landscaping      $   15,000    
 
TIME REQUIRED FOR COMPLETION 
 
If awarded the Contract for General Construction, Bidder agrees to complete the work described in the 
Bidding Documents within 365 Calendar days from the date of signed agreement.  



BID FORMS 004002 PC - 2

ADDITIONS AND ALTERATIONS TO 
THE EMBASSY COMMUNITY CENTER 
VILLAGE OF DOBBS FERRY 
 

 

BREAKDOWN OF BASE BID 
 
The following is a Breakdown of Costs by Major Division used by the Bidder in assembling his Bid 
Proposal: 
 
General Conditions, Overhead and Profit $   
 
Division 21 - Fire Suppression $   
 
Division 22 - Plumbing $   
 
Allowance - Ansul System/ Kitchen Hood $             $5,000  
 

TIME REQUIRED FOR COMPLETION 
 

If awarded the Contract for Plumbing work, Bidder agrees to complete the work described in the Bidding 
Documents within 365 Calendar days from the date of signed agreement. 

 
 
BIDDERS DECLARATIONS 
 
In connection with this proposal, Bidder declares: 

 
1. The Bidder is well acquainted with the Contract Documents, and all matters pertinent to 

the submission of a competent bid. 
 

2. That he has received addenda as supplements to the Contract Documents as follows and he 
has verified that no other addenda have been issued: (insert dates, if any) 

 
Addendum No. 1 dated................................................... 2018 
Addendum No. 2 dated................................................... 2018 
Addendum No. 3 dated................................................… 2018 

 
3. That he and his subcontractors performing the Work under this Contract shall comply with 

applicable labor laws, including State of New York, Department of Labor, Bureau of Public 
Work, Contract Requirements and Schedules of Prevailing Hourly Wage Rates and 
Supplements. 

 
4. That he will enter into a contract for the performance of said work in accordance with the 

Contract Documents and within 10 days after receipt of written notice of Award of Contract, 
upon receipt and acceptance of the insurance certificates and bonds. 

 
5. That the Bid Bond or Certified Check payable to the Village of Dobbs Ferry, accompanying  

this Proposal is left in escrow with the Owner, that its amount is the measure of liquid dated 
damages which the Owner will sustain by the failure of the undersigned to execute and 
deliver the required Bonds and Contract, and that if the undersigned defaults in furnishing 
said Bonds within 10 days of written notification of the award of the Contract to him or in 
executing and delivering the said Contract within the same 10 days, then the Bid Bond or 
Certified Check shall be payable to the Owner for its own account, but if this Proposal is not 
accepted within 90 days after the time set for the submission of bids, or if the undersigned  
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ALLOWANCES  012100 - 2 

E.       Unless otherwise indicated, Contractor's costs for receiving and handling at Project site, labor, 
installation, overhead and profit, and similar costs related to products and materials ordered by 
Owner or selected by Architect under allowance shall be included as part of the Contract Sum 
and not part of the allowance. 

 
 
1.5 ADJUSTMENT OF ALLOWANCES 
 

A. Allowance Adjustment: To adjust allowance amounts, prepare a Change Order proposal based 
on the difference between purchase amount and the allowance, multiplied by final measurement 
of work-in-place where applicable. If applicable, include reasonable allowances for cutting 
losses, tolerances, mixing wastes, normal product imperfections, and similar margins.\ 
 
 1. Submit substantiation of a change in scope of Work, if any, claimed in Change 

Orders related to unit-cost allowances. 
 
 
PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION 

3.1 EXAMINATION 
 

A. Examine products covered by an allowance promptly on delivery for damage or defects. Return 
damaged or defective products to manufacturer for replacement. 

 
3.2 PREPARATION 
 

A. Coordinate  materials  and  their  installation  for  each  allowance  with  related  materials  and 
installations to ensure that each allowance item is completely integrated and interfaced with 
related work. 

 
3.3 SCHEDULE OF ALLOWANCES  
 

A. Construction Fence 
B. Dumpsters (For All Contractors)  
C. Landscaping  
D. Ansul System/ Kitchen Hood 

 
 

 
 

END OF SECTION 012100 
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SECTION 235116 

FABRICATED BREECHINGS AND ACCESSORIES 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Listed chimney liners. 
2. Listed double-wall vents. 

B. Related Sections include the following: 

1. Section 235113 "Draft Control Devices" for induced-draft and mechanical fans and for 
motorized and barometric dampers. 

1.3 ACTION SUBMITTALS 

A. Product Data: For the following: 

1. Chimney liners. 
2. Special gas vents. 

B. Shop Drawings: For vents, breechings, chimneys, and stacks. Include plans, elevations, 
sections, details, and attachments to other work. 

1. Detail equipment assemblies and indicate dimensions, weights, loads, required 
clearances, methods of field assembly, components, hangers and seismic restraints, and 
location and size of each field connection. 

2. For installed products indicated to comply with design loads, include calculations 
required for selecting seismic restraints and structural analysis data signed and sealed by 
the qualified professional engineer responsible for their preparation. 

1.4 INFORMATIONAL SUBMITTALS 

A. Welding certificates. 
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B. Warranty: Special warranty specified in this Section. 

1.5 QUALITY ASSURANCE 

A. Source Limitations: Obtain listed system components through one source from a single 
manufacturer. 

B. Welding: Qualify procedures and personnel according to AWS D1.1/D1.1M, "Structural 
Welding Code--Steel," for hangers and supports and AWS D9.1/D9.1M, "Sheet Metal Welding 
Code," for shop and field welding of joints and seams in vents, breechings, and stacks. 

C. Certified Sizing Calculations: Manufacturer shall certify venting system sizing calculations. 

1.6 COORDINATION 

A. Coordinate size and location of concrete bases. Cast anchor-bolt inserts into bases. Concrete, 
reinforcement, and formwork requirements are specified with concrete. 

B. Coordinate installation of roof curbs, equipment supports, and roof penetrations. These items 
are specified in Section 077200 "Roof Accessories." 

1.7 WARRANTY 

A. Special Warranty: Manufacturer's standard form in which manufacturer agrees to repair or 
replace components of venting system that fail in materials or workmanship within specified 
warranty period. Failures include, but are not limited to, structural failures caused by expansion 
and contraction. 

1. Warranty Period:  10 years from date of Substantial Completion. 

PART 2 - PRODUCTS 

2.1 LISTED CHIMNEY LINERS 

A. Available Manufacturers: Subject to compliance with requirements, manufacturers offering 
products that may be incorporated into the Work include, but are not limited to, the following: 

1. Van Packer. 
2. Heat-Fab, Inc. 
3. Metal-Fab, Inc. 
4. Selkirk Inc.; Selkirk Metalbestos and Air Mate. 
5. Simpson Dura-Vent Co., Inc.; Subsidiary of Simpson Manufacturing Co. 

http://www.specagent.com/LookUp/?uid=123456830472&mf=04&src=wd
http://www.specagent.com/LookUp/?uid=123456830474&mf=04&src=wd
http://www.specagent.com/LookUp/?uid=123456830475&mf=04&src=wd
http://www.specagent.com/LookUp/?uid=123456830477&mf=04&src=wd
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B. Description:  Straight, single-wall chimney liner tested according to UL 1777 and rated for 1000 
deg F continuously, or 2100 deg F for 10 minutes; with negative or positive flue pressure 
complying with NFPA 211. 

C. Straight Liner Materials: ASTM A 666, Type 304 stainless steel. 

D. Accessories: 

1. Fittings: Tees, elbows, increasers, draft-hood connectors, metal caps with bird barriers, 
adjustable roof flashings, storm collars, support assemblies, thimbles, firestop spacers, 
and fasteners; fabricated from similar or compatible materials and designs. 

2. Sealant: Manufacturer's standard high-temperature sealant. 
3. Insulating Fill: Manufacturer's standard high-temperature insulation fill material in 

annular space surrounding chimney liner including high-temperature, ceramic-fiber 
insulation required to seal chimney at top and bottom. 

2.2 LISTED SPECIAL GAS VENTS 

A. Available Manufacturers: Subject to compliance with requirements, manufacturers offering 
products that may be incorporated into the Work include, but are not limited to, the following: 

1. Heat-Fab, Inc. 
2. Metal-Fab, Inc. 
3. Selkirk Inc.; Selkirk Metalbestos and Air Mate. 
4. Van Packer. 

B. Description: Double-wall metal vents tested according to UL 1738 and rated for 480 deg F 
continuously, with positive or negative flue pressure complying with NFPA 211. 

C. Construction: Inner shell and outer jacket separated by at least a 1/2-inch airspace. 

D. Inner Shell: ASTM A 959, Type 29-4C stainless steel. 

E. Outer Jacket:  Aluminized steel. 

F. Accessories: Tees, elbows, increasers, draft-hood connectors, terminations, adjustable roof 
flashings, storm collars, support assemblies, thimbles, firestop spacers, and fasteners; fabricated 
from similar materials and designs as vent-pipe straight sections; all listed for same assembly. 
1. Termination: Exit cone with drain section incorporated into riser. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine areas and conditions for compliance with requirements for installation tolerances and 
other conditions affecting performance of work. 

http://www.specagent.com/LookUp/?uid=123456830503&mf=04&src=wd
http://www.specagent.com/LookUp/?uid=123456830504&mf=04&src=wd
http://www.specagent.com/LookUp/?uid=123456830505&mf=04&src=wd
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1. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 APPLICATION 

A. Listed Chimney Liners: High-efficiency boiler or furnace vents in masonry chimney, 
dishwasher exhaust, or Type II commercial kitchen hood. 

B. Listed Special Gas Vent: Condensing gas appliances. 

3.3 INSTALLATION OF LISTED VENTS AND CHIMNEYS 

A. Locate to comply with minimum clearances from combustibles and minimum termination 
heights according to product listing or NFPA 211, whichever is most stringent. 

B. Seal between sections of positive-pressure vents and grease exhaust ducts according to 
manufacturer's written installation instructions, using sealants recommended by manufacturer. 

C. Support vents at intervals recommended by manufacturer to support weight of vents and all 
accessories, without exceeding appliance loading. 

D. Slope breechings down in direction of appliance, with condensate drain connection at lowest 
point piped to nearest drain. 

E. Lap joints in direction of flow. 

F. Connect base section to foundation using anchor lugs of size and number recommended by 
manufacturer. 

G. Join sections with acid-resistant joint cement to provide continuous joint and smooth interior 
finish. 

H. Erect stacks plumb to finished tolerance of no more than 1 inch out of plumb from top to 
bottom. 

3.4 CLEANING 

A. After completing system installation, including outlet fittings and devices, inspect exposed 
finish. Remove burrs, dirt, and construction debris and repair damaged finishes. 

B. Clean breechings internally, during and after installation, to remove dust and debris. Clean 
external surfaces to remove welding slag and mill film. Grind welds smooth and apply touchup 
finish to match factory or shop finish. 

C. Provide temporary closures at ends of breechings, chimneys, and stacks that are not completed 
or connected to equipment. 

END OF SECTION 235116 



Z
:\
C
IV
IL
 
3
D
 
P
R
O
JE
C
TS
\
N
A
D
8
3
-
N
A
V
D
8
8
\
V
IL
LA
G
E
 
O
F
 
D
O
B
B
S
 
F
E
R
R
Y
\
0
0
3
.0
8
0
\
B
LO
C
K
 
3
9
\
D
W
G
\
TA
X
 
LO
T 
2
6
(E
m
b
a
ss
y 
C
lu
b
).
d
w
g
, 
1
0
/
1
0
/
2
0
1
7
 
3
:4
8
:2
4
 
P
M
, 
1
:1
0

AutoCAD SHX Text
E.E. = 63.14

AutoCAD SHX Text
EDUCATION LAW EXCEPT AS PER SECTION 7209 SUBDIVISION 2.

AutoCAD SHX Text
NYS L.S. LIC. NO. 49371

AutoCAD SHX Text
TO ANY TITLE COMPANY OR LENDING INSTITUTION NAMED HEREON.  SAID CERTIFICATIONS ARE NOT

AutoCAD SHX Text
TRANSFERABLE TO ANY ADDITIONAL INSTITUTIONS OR SUBSEQUENT OWNERS.

AutoCAD SHX Text
30 GOULD AVENUE

AutoCAD SHX Text
CIVIL ENGINEER AND LAND SURVEYOR

AutoCAD SHX Text
DOBBS FERRY, NEW YORK 10522

AutoCAD SHX Text
PAUL J. PETRETTI

AutoCAD SHX Text
ANY ALTERATION OR ADDITION TO THIS SURVEY IS A VIOLATION OF SECTION 7209 OF THE NEW YORK STATE

AutoCAD SHX Text
ENCROACHMENTS BELOW GRADE AND OR SUB-GRADE FEATURES, IF ANY, NOT LOCATED OR SHOWN HEREON.

AutoCAD SHX Text
ONLY TO PERSONS NAMED HEREON AND FOR WHOM THIS SURVEY WAS PREPARED AND ON THEIR BEHALF

AutoCAD SHX Text
STATE ASSOCIATION OF PROFESSIONAL LAND SURVEYORS.  ALL CERTIFICATIONS SHOWN HEREON SHALL RUN

AutoCAD SHX Text
THIS SURVEY WAS PREPARED IN ACCORDANCE WITH THE CURRENT "CODE OF PRACTICE" OF THE NEW YORK

AutoCAD SHX Text
ALL CERTIFICATIONS SHOWN HEREON ARE VALID FOR THIS MAP AND

AutoCAD SHX Text
COPIES THEREOF ONLY IF SAID MAP OR COPIES THEREOF BEAR THE

AutoCAD SHX Text
SEAL OF THE SURVEYOR WHOSE SIGNATURE APPEARS HERON.

AutoCAD SHX Text
CONCRETE WALK

AutoCAD SHX Text
CHAIN LINK FENCE ON TOP OF BLOCK WALL

AutoCAD SHX Text
8" ADS-N12

AutoCAD SHX Text
D

AutoCAD SHX Text
15" CMP

AutoCAD SHX Text
D

AutoCAD SHX Text
15" CMP

AutoCAD SHX Text
12" CMP

AutoCAD SHX Text
D

AutoCAD SHX Text
RIM = 57.69

AutoCAD SHX Text
INV = 55.44

AutoCAD SHX Text
INV (OUT) = 51.75

AutoCAD SHX Text
INV (OUT) = 61.77

AutoCAD SHX Text
INV (OUT) = 86.80

AutoCAD SHX Text
LOT 68

AutoCAD SHX Text
LOTS 78 & 79

AutoCAD SHX Text
LOT 25

AutoCAD SHX Text
LOT 27

AutoCAD SHX Text
LOT 29

AutoCAD SHX Text
LOT 31

AutoCAD SHX Text
INV (IN)= 53.30

AutoCAD SHX Text
RIM = 55.05

AutoCAD SHX Text
INV (IN) = 61.97

AutoCAD SHX Text
RIM = 63.77

AutoCAD SHX Text
INV = 65.25

AutoCAD SHX Text
RIM = 67.45

AutoCAD SHX Text
CB

AutoCAD SHX Text
INV (IN) = 89.90

AutoCAD SHX Text
LOTS 72 & 76

AutoCAD SHX Text
       0.33 ACRES %%P

AutoCAD SHX Text
AREA = 14,367 SQ. FT. %%P

AutoCAD SHX Text
S C A L E     1" = 10'

AutoCAD SHX Text
N

AutoCAD SHX Text
HUDSON     TERRACE

AutoCAD SHX Text
MACADAM     PAVEMENT

AutoCAD SHX Text
6" M

AutoCAD SHX Text
8" M

AutoCAD SHX Text
8" M

AutoCAD SHX Text
14" ELM

AutoCAD SHX Text
10" ELM

AutoCAD SHX Text
12" ELM

AutoCAD SHX Text
CLUSTER

AutoCAD SHX Text
ELM

AutoCAD SHX Text
4"-6"

AutoCAD SHX Text
TRIP. ELM

AutoCAD SHX Text
POLE

AutoCAD SHX Text
2nd Fl. = 71.38

AutoCAD SHX Text
x 70.22

AutoCAD SHX Text
x 69.93

AutoCAD SHX Text
12M

AutoCAD SHX Text
FH

AutoCAD SHX Text
PALISADE      STREET

AutoCAD SHX Text
PAD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CHIMNEY

AutoCAD SHX Text
STONE CURB

AutoCAD SHX Text
I. PIPE

AutoCAD SHX Text
I. PIN

AutoCAD SHX Text
WV

AutoCAD SHX Text
CONCRETE  CURB

AutoCAD SHX Text
WV

AutoCAD SHX Text
PM

AutoCAD SHX Text
GV

AutoCAD SHX Text
GV

AutoCAD SHX Text
PM

AutoCAD SHX Text
PM

AutoCAD SHX Text
WV

AutoCAD SHX Text
DMH

AutoCAD SHX Text
WSV

AutoCAD SHX Text
PM

AutoCAD SHX Text
BLOCK    WALL

AutoCAD SHX Text
CONCRETE CURB

AutoCAD SHX Text
RIM = 91.50

AutoCAD SHX Text
IN THE VILLAGE OF DOBBS FERRY TAX MAPS

AutoCAD SHX Text
SECTION 7, SHEET 4, BLOCK 404, LOTS 72 & 76

AutoCAD SHX Text
ALSO BEING KNOWN AS

AutoCAD SHX Text
WESTCHESTER COUNTY, NEW YORK

AutoCAD SHX Text
VILLAGE OF DOBBS FERRY

AutoCAD SHX Text
SITUATED IN THE

AutoCAD SHX Text
EMBASSY CLUB PARCEL

AutoCAD SHX Text
TOPOGRAPHIC SURVEY OF THE

AutoCAD SHX Text
CONCRETE WALK

AutoCAD SHX Text
CHAIN LINK FENCE ON TOP OF STONE WALL

AutoCAD SHX Text
UP

AutoCAD SHX Text
EX.

AutoCAD SHX Text
EX. DI

AutoCAD SHX Text
UP

AutoCAD SHX Text
EX.

AutoCAD SHX Text
EX. CB

AutoCAD SHX Text
CHAIN LINK FENCE

AutoCAD SHX Text
BUILDING

AutoCAD SHX Text
STUCCO

AutoCAD SHX Text
EX. UP

AutoCAD SHX Text
EX. DI

AutoCAD SHX Text
EX. CB

AutoCAD SHX Text
STAIRS

AutoCAD SHX Text
DRIVEWAY

AutoCAD SHX Text
MACADAM

AutoCAD SHX Text
ACCESS  RAMP

AutoCAD SHX Text
CONCRETE WALK

AutoCAD SHX Text
CONCRETE    WALK

AutoCAD SHX Text
STONE WALL

AutoCAD SHX Text
STONE WALL

AutoCAD SHX Text
STONE WALL

AutoCAD SHX Text
STONE  WALL

AutoCAD SHX Text
WALL

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC. WALL

AutoCAD SHX Text
88.0' x

AutoCAD SHX Text
TW

AutoCAD SHX Text
87.4' x

AutoCAD SHX Text
TW

AutoCAD SHX Text
x 86.9'

AutoCAD SHX Text
TW

AutoCAD SHX Text
BW

AutoCAD SHX Text
x 76.6'

AutoCAD SHX Text
BW

AutoCAD SHX Text
x 70.9'

AutoCAD SHX Text
BW

AutoCAD SHX Text
x 78.8'

AutoCAD SHX Text
BW

AutoCAD SHX Text
x 82.2'

AutoCAD SHX Text
TW

AutoCAD SHX Text
x 87.1'

AutoCAD SHX Text
x 86.8'

AutoCAD SHX Text
TW

AutoCAD SHX Text
x 82.3'

AutoCAD SHX Text
71.4' x

AutoCAD SHX Text
86.3' x

AutoCAD SHX Text
88.6' x

AutoCAD SHX Text
DEBRIS

AutoCAD SHX Text
x 70.0'

AutoCAD SHX Text
BW

AutoCAD SHX Text
TW

AutoCAD SHX Text
74.2' x

AutoCAD SHX Text
TW

AutoCAD SHX Text
75.7' x

AutoCAD SHX Text
TW

AutoCAD SHX Text
79.4' x

AutoCAD SHX Text
BW

AutoCAD SHX Text
x 71.6'

AutoCAD SHX Text
TW

AutoCAD SHX Text
94.4' x

AutoCAD SHX Text
x 90.9'

AutoCAD SHX Text
BW

AutoCAD SHX Text
x 89.3'

AutoCAD SHX Text
BW

AutoCAD SHX Text
TW

AutoCAD SHX Text
         x

AutoCAD SHX Text
CONCRETE    WALL

AutoCAD SHX Text
CONCRETE RETG. WALL

AutoCAD SHX Text
67.8' x

AutoCAD SHX Text
x 70.9'

AutoCAD SHX Text
x 64.4'

AutoCAD SHX Text
x 89.9'

AutoCAD SHX Text
x 84.9'

AutoCAD SHX Text
CAUTION THIS DRAINLINE FROM ABOVE MAY CHANGE INVERT ELEVATION. DO NOT ASSUME CONSTANT SLOPE FROM CATCH BASIN ABOVE TO DRAIN MANHOLE BELOW.

AutoCAD SHX Text
93.0'

AutoCAD SHX Text
NEW DRAINAGE FROM LIBRARY CONNECTED TO THIS DRAINAGE SYSTEM.

AutoCAD SHX Text
D

AutoCAD SHX Text
LOW CONCRETE

AutoCAD SHX Text
BLOCK WALL

AutoCAD SHX Text
BW

AutoCAD SHX Text
x 86.6'

AutoCAD SHX Text
TW

AutoCAD SHX Text
4' OFFSET OF PROPERTY LINE

AutoCAD SHX Text
5' OFFSET OF PROPERTY LINE

AutoCAD SHX Text
S38° 47' 40"E                                                                                                    117.89'

AutoCAD SHX Text
S63° 37' 40"W                                                                                                                                                                  160.00'

AutoCAD SHX Text
N27° 37' 20"W                                                                     75.20'

AutoCAD SHX Text
N47° 17' 40"E                                                                                                                                                   142.00'

AutoCAD SHX Text
X-CUT SET 4'-0" OFF PROPERTY CORNER

AutoCAD SHX Text
X-CUT SET 4'-0" OFF PROPERTY LINE

AutoCAD SHX Text
X-CUT SET 4'-0" OFF PROPERTY LINE

AutoCAD SHX Text
PK NAIL SET 5'-0" OFF PROPERTY LINE

AutoCAD SHX Text
PK NAIL SET 5'-0" OFF PROPERTY LINE

AutoCAD SHX Text
2 STORY BRICK BUILDING No. 60

AutoCAD SHX Text
I, PAUL J. PETRETTI, P.E., L.S., THE SURVEYOR WHO MADE THIS MAP DO HEREBY CERTIFY THAT THE SURVEY OF THE PROPERTY SHOWN HEREON IS BASED ON A FIELD SURVEY COMPLETED ON MAY 1, 2000. MAP COMPLETED ON MAY 24, 2000. ADDITIONAL SPOT ELEVATIONS ADDED ON DECEMBER 14, 2002. BENCH MARK ELEVATION & 4' AND 5' FEET OFFSETS FROM PROPERTY LINE SET ON OCTOBER 10, 2017.

AutoCAD SHX Text
BENCH MARK ELEV.=57.00' (NAIL SET ON UTILITY POLE) 

AutoCAD SHX Text
1st Fl. = 61.10        X   X

AutoCAD SHX Text
x

AutoCAD SHX Text
DATUM NGVD29



EXIST

COMMUNITY

CENTER

ROOF

PATIO

below

EXTG ROOF

OVER STORAGE/MECH

VAULTED

ROOF OVER

AUDITORIUM

EXIST ENTRANCE

ROOF OF

ADDITION

ROOF OF EXISTING STAIR NOT SHOWN

NEW MARQUEE

ROOF OF

ADDITION

PROP. GENERATOR

PROP. ASPHALT WALKWAY

PROP. EVERGREEN SCREENING

PROPOSED GENERATOR SITE PLAN
Scale 1" = 10'

10 0 302010

DATE: 6/9/17

AutoCAD SHX Text
CHIMNEY

egonzalez
Text Box
SHEET: SK-1DATE: 2/23/18

egonzalez
Callout
ASPHALT 2"

egonzalez
Callout
SUBBASE 6"

egonzalez
Line

egonzalez
Line

egonzalez
Line

egonzalez
Text Box
5'



J C

OFFICE 2

WOMENS

SENIOR

LOUNGE

FRONT OFFICE

HALL

SOCIAL ROOM A

SOCIAL ROOM B

COATS

OFFICE 1

REFURBISH

PATIO

 STORAGE

FIRE

PLACE

GYM/AUDITORIUM

MENS

KITCHEN

LH LH LH LH

LH LH

LH LH LH LH LF

LF8

LF6LF6LF6LF6LF6LF6

LF8

LK

LW LW LW

LW

LW
LW

LG

LG

LG

LK

LW

LP

LQ LQ LQ

LP LM

LM

LM

LM

LP

LQ

LQ LQ

LG LG

LGLG

LG

LD

LE

LC

LC

LA LA LA LA LA

LA LA LA LA LA

LA LA LA LA LA

LA LA LA LA LA

LA LA LA LA LA

LA LA

LA

LA LA

LB

LR

LS

LW

LW

LW

LW

LW

LTLT

LT

LT

LT

LT

LT

HALL

LU3

LR LR

LRLRLRLR

LR

LR

LW

LJ4 LJ4
LJ4

LJ4

LJ4 LJ4

LK

LB LB LB

EML1

EML1EML1

EML1

EX2

LG

LG

LG

EX2

EX2

EML1

LF6

EML1

MARQUEE

EX1

EX1

EX1

EX1

EX1

LU1

LU1

LU1

LU2 LU2LU2

LU2

LU3 LU3

LT

LT

LT

LT

LT

LU4 LU4

LU2

LZ

EX2

EX2

EX1

LV LV

EX2

MECHANICAL RM

LZLZ

LZ

 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
6

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
EM

AutoCAD SHX Text
8

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
5

AutoCAD SHX Text
3

AutoCAD SHX Text
5

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
EM

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-5

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-3

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LRP-1

AutoCAD SHX Text
LP1-20

AutoCAD SHX Text
LRP-2

AutoCAD SHX Text
LRP-2

AutoCAD SHX Text
LRP-2

AutoCAD SHX Text
LRP-4

AutoCAD SHX Text
LRP-4

AutoCAD SHX Text
LRP-4

AutoCAD SHX Text
LRP-4

AutoCAD SHX Text
LRP-4

AutoCAD SHX Text
LRP-4

AutoCAD SHX Text
LRP-6

AutoCAD SHX Text
LRP-6

AutoCAD SHX Text
LRP-6

AutoCAD SHX Text
LRP-6

AutoCAD SHX Text
LRP-6

AutoCAD SHX Text
LRP-6

AutoCAD SHX Text
LRP-6

AutoCAD SHX Text
LRP-6

AutoCAD SHX Text
LRP-8

AutoCAD SHX Text
LRP-8

AutoCAD SHX Text
LRP-8

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-26

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-24

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
LP1-30

AutoCAD SHX Text
c

AutoCAD SHX Text
d

AutoCAD SHX Text
c

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
d

AutoCAD SHX Text
S

AutoCAD SHX Text
a,b,c,d

AutoCAD SHX Text
D

AutoCAD SHX Text
S

AutoCAD SHX Text
a,b,c,d

AutoCAD SHX Text
D

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
S

AutoCAD SHX Text
a,b,c

AutoCAD SHX Text
D

AutoCAD SHX Text
S

AutoCAD SHX Text
a,b,c

AutoCAD SHX Text
D

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
OC

AutoCAD SHX Text
X

AutoCAD SHX Text
OC

AutoCAD SHX Text
X

AutoCAD SHX Text
a,b,c

AutoCAD SHX Text
a,b,c

AutoCAD SHX Text
OC

AutoCAD SHX Text
OC

AutoCAD SHX Text
X

AutoCAD SHX Text
OC

AutoCAD SHX Text
OC

AutoCAD SHX Text
X

AutoCAD SHX Text
OC

AutoCAD SHX Text
X

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
e

AutoCAD SHX Text
e

AutoCAD SHX Text
e

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
c

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
m

AutoCAD SHX Text
m

AutoCAD SHX Text
n

AutoCAD SHX Text
m

AutoCAD SHX Text
n

AutoCAD SHX Text
n

AutoCAD SHX Text
n

AutoCAD SHX Text
q

AutoCAD SHX Text
p

AutoCAD SHX Text
p

AutoCAD SHX Text
p

AutoCAD SHX Text
q

AutoCAD SHX Text
q

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
h

AutoCAD SHX Text
h

AutoCAD SHX Text
S

AutoCAD SHX Text
m,n

AutoCAD SHX Text
S

AutoCAD SHX Text
p,q

AutoCAD SHX Text
S

AutoCAD SHX Text
a,b,c

AutoCAD SHX Text
D

AutoCAD SHX Text
S

AutoCAD SHX Text
a,b

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
c

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
LP1-28

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
b

AutoCAD SHX Text
c

AutoCAD SHX Text
e

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
a

AutoCAD SHX Text
h

AutoCAD SHX Text
h

AutoCAD SHX Text
h

AutoCAD SHX Text
h

AutoCAD SHX Text
S

AutoCAD SHX Text
h

AutoCAD SHX Text
OC

AutoCAD SHX Text
X

AutoCAD SHX Text
m,n

AutoCAD SHX Text
OC

AutoCAD SHX Text
X

AutoCAD SHX Text
p,q

AutoCAD SHX Text
OC

AutoCAD SHX Text
a,b,c

AutoCAD SHX Text
OC

AutoCAD SHX Text
X

AutoCAD SHX Text
a

AutoCAD SHX Text
a,b

AutoCAD SHX Text
OC

AutoCAD SHX Text
a,b,c,d

AutoCAD SHX Text
OC

AutoCAD SHX Text
a,b,c,d

AutoCAD SHX Text
PC

AutoCAD SHX Text
b,d

AutoCAD SHX Text
S

AutoCAD SHX Text
a,b,c

AutoCAD SHX Text
D

AutoCAD SHX Text
LP1-18

AutoCAD SHX Text
EM

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
EM

AutoCAD SHX Text
h

AutoCAD SHX Text
5

AutoCAD SHX Text
LRP-7

AutoCAD SHX Text
EM

AutoCAD SHX Text
h

AutoCAD SHX Text
10

AutoCAD SHX Text
9

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
9

AutoCAD SHX Text
1

AutoCAD SHX Text
9

AutoCAD SHX Text
4

AutoCAD SHX Text
EM

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
SWITCHED FROM BELOW. TYP. OF 3.

AutoCAD SHX Text
%%UELECTRICAL MAIN LEVEL PLAN - LIGHTING

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
- LOW VOLTAGE MANUAL ON WALL SWITCH WITH CEILING MOUNTED    OCCUPANCY SENSOR - MANUAL ON/OCCUPANCY SENSOR OFF - LINE VOLTAGE WALL SWITCH VACANCY SENSOR - MANUAL ON/VACANCY OFF  - LOW VOLTAGE CEILING MOUNTED OCCUPANCY SENSOR. - LINE VOLTAGE MANUAL WALL SWITCH. - TIMER BASED LIGHTING CONTROL - LOW VOLTAGE OCCUPANCY SENSOR FOR 2 ZONES. PROVIDE 2-BUTTON MANUAL SWITCH TO CONTROL EACH ZONE SEPARATELY. - LOW VOLTAGE MANUAL ON 2-BUTTON WALL SWITCH WITH CEILING MOUNTED OCCUPANCY SENSOR TO CONTROL EACH SEPARATE ZONE. -	REMOTE PHOTO SENSOR CONTROLLED ZONE. REMOTE PHOTO SENSOR CONTROLLED ZONE. - DIMMING ZONES: 6-BUTTON MANUAL ON WALL SWITCH WITH ALL ON/ALL OFF, AND (5) OTHER PROGRAMMED SCENES TO BE SPECIFIED BY CLIENT, WITH CEILING MOUNTED OCCUPANCY SENSOR OFF. - DIMMING ZONES: 4-BUTTON MANUAL ON WALL SWITCH WITH ALL ON/ALL OFF, AND (3) OTHER PROGRAMMED SCENES TO BE SPECIFIED BY CLIENT, WITH CEILING MOUNTED OCCUPANCY SENSOR OFF.

AutoCAD SHX Text
LIGHTING CONTROL LEGEND

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
MAIN AND ROOF LEVEL

AutoCAD SHX Text
PLANS - LIGHTING

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
WRP

AutoCAD SHX Text
RL/JF

AutoCAD SHX Text
E2.2

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
%%UELECTRICAL MEZZANINE LEVEL PART PLAN - LIGHTING

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
2

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1.	REFER TO DWG E6.1 FOR LIGHTING FIXTURE SCHEDULE. REFER TO DWG E6.1 FOR LIGHTING FIXTURE SCHEDULE. 2.	LIGHTING FIXTURES NOTED WITH 'EM' DESIGNATION SHALL BE PROVIDED WITH LIGHTING FIXTURES NOTED WITH 'EM' DESIGNATION SHALL BE PROVIDED WITH INTEGRAL EMERGENCY BATTERY BALLAST AND SHALL BE POWERED THRU SHUNT RELAY OR LIGHTING CONTROL PANEL TO AUTOMATICALLY TURN ON AND REMAIN ON UPON LOSS OF NORMAL POWER TO THE BUILDING.  3.	EXIT LIGHTS SHALL BE FED FROM UNSWITCHED LEG. EXIT LIGHTS SHALL BE FED FROM UNSWITCHED LEG. 4.	ALL LIGHTING CONTROL OCCUPANCY AND VACANCY SENSORS SHALL UTILIZE ALL LIGHTING CONTROL OCCUPANCY AND VACANCY SENSORS SHALL UTILIZE DUAL TECHNOLOGY SENSING.  5.	HALLWAY LIGHTING SHALL BE TIMER BASED CONTROL DURING DAYTIME HALLWAY LIGHTING SHALL BE TIMER BASED CONTROL DURING DAYTIME HOURS WITH OCCUPANCY SENSOR OVERRIDE DURING NIGHT HOURS. DAY/NIGHT HOURS SHALL BE AS DEFINED BY THE OWNER. 6.	SOCIAL ROOM A AND B PHOTO SENSOR CONTROLLED FIXTURES SHALL BE SOCIAL ROOM A AND B PHOTO SENSOR CONTROLLED FIXTURES SHALL BE PROGRAMMED TO PROVIDE DAYLIGHT HARVESTING. 7.	ALL EXTERIOR LIGHTING SHALL BE PROGRAMMED TO TURN ON FROM DUSK ALL EXTERIOR LIGHTING SHALL BE PROGRAMMED TO TURN ON FROM DUSK TO DAWN.

AutoCAD SHX Text
1.	LIGHTING CONTROL SYSTEM IS BASED ON N-LIGHT BY SENSOR SWITCH (KAREN LIGHTING CONTROL SYSTEM IS BASED ON N-LIGHT BY SENSOR SWITCH (KAREN BLACKMAN (212) 462-0088 x5237) OR APPROVED EQUAL. 2.	LIGHTING CONTROL COMPONENTS SHOWN ARE FOR GENERAL DESIGN INTENT. LIGHTING CONTROL COMPONENTS SHOWN ARE FOR GENERAL DESIGN INTENT. ALL COMPONENTS AND WIRING ARE NOT SHOWN. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL NECESSARY COMPONENTS, WIRING (LINE AND LOW VOLTAGE) AND PROGRAMMING FOR A FULLY OPERATIONAL SYSTEM. 3.	THE CONTRACTOR SHALL BE RESPONSIBLE TO COORDINATE LIGHTING CONTROLS THE CONTRACTOR SHALL BE RESPONSIBLE TO COORDINATE LIGHTING CONTROLS WITH LIGHT FIXTURES. 4.	ALL LIGHT FIXTURE AND LIGHTING CONTROL SUBMITTALS SHALL BE SUBMITTED ALL LIGHT FIXTURE AND LIGHTING CONTROL SUBMITTALS SHALL BE SUBMITTED AT THE SAME TIME FOR APPROVAL.

AutoCAD SHX Text
DESIGN INTENT - LIGHTING CONTROL SYSTEM

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4



EXIST

CLUB

ROOM

EXISTING

CRAWL SPACE

EXIST.

WOMEN

TOILET

EXIST.

MEN

TOILET

EXIST.

FURNACE

RM

EXIST.

KITCHEN

EXTG WATER

SERVICE

EXTG COVERED STAIR

APPROX. LOCATION

EXIST.

SOCIAL

ROOM

EXIST.

OFFICE

STORAGE

ROOM

EXIST.

STORAGE

PATIO ABOVE

NEW

ELEC SERV

ROOM

NEW

GAS SERV

ROOM

NEW

UTILITY

SPACE

 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

AutoCAD SHX Text
SENIOR CENTER TRANS-S METERING CABINET/SWITCH

AutoCAD SHX Text
ATS

AutoCAD SHX Text
'MDP'

AutoCAD SHX Text
EMBASSY CLUB TRANS-S METERING CABINET/SWITCH

AutoCAD SHX Text
SERVICE END LINE BOX

AutoCAD SHX Text
T

AutoCAD SHX Text
EX. CON-EDISON POLE & TRANSFORMER

AutoCAD SHX Text
DOWN CONDUITS FOR SERVICE RISER

AutoCAD SHX Text
UG

AutoCAD SHX Text
REFEED EXISTING EMBASSY CLUB PANEL. SEE ONE-LINE DIAGRAM ON DWG E5.1.

AutoCAD SHX Text
GFI

AutoCAD SHX Text
WP

AutoCAD SHX Text
GFI

AutoCAD SHX Text
WP

AutoCAD SHX Text
PANLEBOARD 'LPLL'

AutoCAD SHX Text
10

AutoCAD SHX Text
SEE WIRING/CONDUIT LEGEND ON DWG E5.1. TYP.

AutoCAD SHX Text
GENERATOR REMOTE ANNUNCIATOR PANEL.

AutoCAD SHX Text
UP CONDUIT TO  GENERATOR. SEE DWG E3.2 FOR CONTINUATION.

AutoCAD SHX Text
4

AutoCAD SHX Text
GFI

AutoCAD SHX Text
WP

AutoCAD SHX Text
LPLL-1

AutoCAD SHX Text
LPLL-3

AutoCAD SHX Text
LPLL-1

AutoCAD SHX Text
LPLL-3

AutoCAD SHX Text
LPLL-1

AutoCAD SHX Text
LPLL-1

AutoCAD SHX Text
LPLL-3

AutoCAD SHX Text
LPLL-1

AutoCAD SHX Text
LPLL-5

AutoCAD SHX Text
LPLL-5

AutoCAD SHX Text
LPLL-5

AutoCAD SHX Text
LPLL-5

AutoCAD SHX Text
WALL MOUNTED AIR COMPRESSOR FOR DRY SPRINKLER SYSTEM.

AutoCAD SHX Text
S

AutoCAD SHX Text
M

AutoCAD SHX Text
LPLL-6

AutoCAD SHX Text
LPLL-6

AutoCAD SHX Text
UH-1

AutoCAD SHX Text
LPLL-7

AutoCAD SHX Text
UG

AutoCAD SHX Text
1

AutoCAD SHX Text
S

AutoCAD SHX Text
M

AutoCAD SHX Text
FOR RADIANT FLOOR PUMP

AutoCAD SHX Text
PPM1-26

AutoCAD SHX Text
M

AutoCAD SHX Text
PPM1-26

AutoCAD SHX Text
UH-2

AutoCAD SHX Text
LPLL-8.10

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
%%UELECTRICAL LOWER LEVEL PLAN - POWER

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
LOWER LEVEL PLAN -

AutoCAD SHX Text
POWER

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
E3.1

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1.	CONTRACTOR SHALL LOCATE ALL EXISTING UNDERGROUND CONTRACTOR SHALL LOCATE ALL EXISTING UNDERGROUND UTILITIES THAT ARE NOT PART OF N.Y. STATE "CODE 753" PRIOR TO DIGGING. 2.	ALL EXCAVATION IN THE AREA OF THE EXISTING UNDERGROUND ALL EXCAVATION IN THE AREA OF THE EXISTING UNDERGROUND EQUIPMENT, PIPES AND CONDUITS SHALL BE PERFORMED BY HAND. 3.	ANY AREA/PLANTS OR LANDSCAPING OR PAVEMENTS ANY AREA/PLANTS OR LANDSCAPING OR PAVEMENTS DISTURBED DURING THE EXCAVATION SHALL BE RESTORED OR REPLACED TO MATCH EXISTING CONDITIONS BY THE CONTRACTOR AT NO COST TO THE OWNER. 4.	ANY EXISTING BURIED CONDUITS, DRAINAGE, SPRINKLER PIPING, ANY EXISTING BURIED CONDUITS, DRAINAGE, SPRINKLER PIPING, ETC. THAT IS DISTURBED AND/OR DAMAGED DURING CONSTRUCTION SHALL BE REPAIRED BY THE CONTRACTOR AT NO COST TO THE OWNER. 5.	THE PLANS SHOW SOME KNOWN SUBSURFACE STRUCTURES, THE PLANS SHOW SOME KNOWN SUBSURFACE STRUCTURES, ABOVE GROUND STRUCTURES AND/OR UTILITIES BELIEVED TO EXIST IN THE WORKING AREA, EXACT LOCATION OF WHICH MAY VARY FROM THE LOCATIONS INDICATED.  IN PARTICULAR, THE CONTRACTOR IS WARNED THAT THE EXACT OR EVEN APPROXIMATE LOCATION OF SUCH PIPELINES, SUBSURFACE STRUCTURES AND/OR UTILITIES IN THE AREA MAY OR MAY NOT BE SHOWN; AND IT SHALL BE HIS RESPONSIBILITY TO PROCEED WITH GREAT CARE IN EXECUTING ANY WORK.  48 HOURS BEFORE YOU DIG, DRILL OR BLAST, CALL 1-800-962-7962 (NY STATE).

AutoCAD SHX Text
TRENCHING NOTES:

AutoCAD SHX Text
1.	ALL DATA AND COMMUNICATION WIRE PULLS AND CONNECTIONS ALL DATA AND COMMUNICATION WIRE PULLS AND CONNECTIONS SHALL BE BY OTHERS.  2.	CONTRACTOR SHALL PROVIDE ENTIRE PRIMARY RISER, PRIMARY CONTRACTOR SHALL PROVIDE ENTIRE PRIMARY RISER, PRIMARY TERMINATIONS, PROTECTIVE DEVICES, AND GROUNDING. CONTRACTOR SHALL PROVIDE PRIMARY AND SECONDARY CONDUIT, CABLES, AND TRENCHING. 3.	CON EDISON TO SET THE UTILITY METER AND CT'S. CONTACT CON CON EDISON TO SET THE UTILITY METER AND CT'S. CONTACT CON EDISON REPRESENTATIVE BARRY DECKER AT DECKERB@CONED.COM AND 914-925-6129 TO COORDINATE ALL UTILITY WORK PRIOR TO PROJECT MOBILIZATION. 4.	SEE DWG E7.2 FOR TRENCHING DETAILS. SEE DWG E7.2 FOR TRENCHING DETAILS. 5.	SEE DWG E5.1 FOR ONE-LINE DIAGRAM AND ADDITIONAL WIRING SEE DWG E5.1 FOR ONE-LINE DIAGRAM AND ADDITIONAL WIRING AND CONDUIT INFORMATION.

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
4

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4



J C

OFFICE 2

WOMENS

SENIOR

LOUNGE

FRONT OFFICE

HALL

SOCIAL ROOM A

SOCIAL ROOM B

COATS

OFFICE 1

REFURBISH

PATIO

 STORAGE

FIRE

PLACE

GYM/AUDITORIUM

MENS

KITCHEN

KITCHEN

KITCHEN

JC

GYM/AUDITORIUM

MECHANICAL

ROOM

 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
PANELBOARD 'LP2'

AutoCAD SHX Text
PANELBOARD 'LP1', LIGHTING CONTROL  PANEL 'LRP' BELOW

AutoCAD SHX Text
PANELBOARD 'PPM1'

AutoCAD SHX Text
USB

AutoCAD SHX Text
RECEPTACLE WITH USB PORT (TYP.).

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
GFI

AutoCAD SHX Text
GFI

AutoCAD SHX Text
USB

AutoCAD SHX Text
GFI

AutoCAD SHX Text
WP

AutoCAD SHX Text
USB

AutoCAD SHX Text
RECEPTACLE WITH USB PORT (TYP.).

AutoCAD SHX Text
FOR VENDING MACHINE

AutoCAD SHX Text
SEE KITCHEN PART PLAN, THIS DWG.

AutoCAD SHX Text
UP CONDUIT TO ROOF. SEE MEZZANINE PART PLAN THIS DWG FOR CONTINUATION

AutoCAD SHX Text
4

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
USB

AutoCAD SHX Text
FOR TV. COORDINATE MOUNTING HEIGHT WITH ARCHITECT.

AutoCAD SHX Text
USB

AutoCAD SHX Text
LP1-1

AutoCAD SHX Text
LP1-3

AutoCAD SHX Text
LP1-1

AutoCAD SHX Text
LP1-1

AutoCAD SHX Text
LP1-1

AutoCAD SHX Text
LP1-3

AutoCAD SHX Text
LP1-3

AutoCAD SHX Text
LP1-3

AutoCAD SHX Text
LP1-1

AutoCAD SHX Text
LP1-5

AutoCAD SHX Text
LP1-5

AutoCAD SHX Text
LP1-5

AutoCAD SHX Text
LP1-5

AutoCAD SHX Text
LP1-5

AutoCAD SHX Text
LP1-5

AutoCAD SHX Text
LP1-5

AutoCAD SHX Text
LP1-5

AutoCAD SHX Text
LP1-7

AutoCAD SHX Text
LP1-7

AutoCAD SHX Text
LP1-7

AutoCAD SHX Text
LP1-7

AutoCAD SHX Text
LP1-7

AutoCAD SHX Text
LP1-7

AutoCAD SHX Text
LP1-7

AutoCAD SHX Text
LP1-2

AutoCAD SHX Text
LP1-2

AutoCAD SHX Text
LP1-2

AutoCAD SHX Text
LP1-2

AutoCAD SHX Text
LP1-2

AutoCAD SHX Text
LP1-2

AutoCAD SHX Text
LP1-2

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-2

AutoCAD SHX Text
LP1-4

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-6

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
LP1-8

AutoCAD SHX Text
PPM1-1

AutoCAD SHX Text
PPM1-1

AutoCAD SHX Text
LP2-2

AutoCAD SHX Text
LP2-4

AutoCAD SHX Text
LP2-2

AutoCAD SHX Text
LP2-4

AutoCAD SHX Text
LP2-6

AutoCAD SHX Text
LP2-6

AutoCAD SHX Text
LP2-6

AutoCAD SHX Text
LP2-6

AutoCAD SHX Text
LP2-8

AutoCAD SHX Text
LP2-6

AutoCAD SHX Text
LP2-8

AutoCAD SHX Text
LP2-8

AutoCAD SHX Text
LP2-8

AutoCAD SHX Text
LP2-8

AutoCAD SHX Text
LP2-10

AutoCAD SHX Text
LP2-10

AutoCAD SHX Text
LP2-10

AutoCAD SHX Text
LP2-10

AutoCAD SHX Text
LP2-10

AutoCAD SHX Text
LP2-10

AutoCAD SHX Text
LP2-10

AutoCAD SHX Text
LP2-10

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
LP2-12

AutoCAD SHX Text
M

AutoCAD SHX Text
M

AutoCAD SHX Text
AC-3

AutoCAD SHX Text
AC-2

AutoCAD SHX Text
VAV

AutoCAD SHX Text
VAV

AutoCAD SHX Text
VAV

AutoCAD SHX Text
VAV

AutoCAD SHX Text
FOR CABINET UNIT HEATER (CUH-1).

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
PPM1-6

AutoCAD SHX Text
PPM1-6

AutoCAD SHX Text
PPM1-6

AutoCAD SHX Text
J

AutoCAD SHX Text
PPM1-6

AutoCAD SHX Text
PPM1-6

AutoCAD SHX Text
LP1-11

AutoCAD SHX Text
S

AutoCAD SHX Text
M

AutoCAD SHX Text
FOR DOMESTIC WATER HOT WATER (DWH-1)

AutoCAD SHX Text
PPM1-16,18

AutoCAD SHX Text
PPM1-16,18

AutoCAD SHX Text
FOR RECIRC. PUMP

AutoCAD SHX Text
LP1-10

AutoCAD SHX Text
FACP

AutoCAD SHX Text
LP1-9

AutoCAD SHX Text
LP1-11

AutoCAD SHX Text
LP1-11

AutoCAD SHX Text
PPM1-14

AutoCAD SHX Text
4" XAL BASO 6' LONG

AutoCAD SHX Text
8'

AutoCAD SHX Text
F

AutoCAD SHX Text
S

AutoCAD SHX Text
K-01

AutoCAD SHX Text
K-04

AutoCAD SHX Text
K-12

AutoCAD SHX Text
K-03

AutoCAD SHX Text
K-10

AutoCAD SHX Text
K-06

AutoCAD SHX Text
K-07

AutoCAD SHX Text
K-09

AutoCAD SHX Text
K-11

AutoCAD SHX Text
J

AutoCAD SHX Text
GFI

AutoCAD SHX Text
REF

AutoCAD SHX Text
TOASTER

AutoCAD SHX Text
MICRO

AutoCAD SHX Text
ICE

AutoCAD SHX Text
HOT

AutoCAD SHX Text
CAB

AutoCAD SHX Text
FREE -ZER

AutoCAD SHX Text
RANGE

AutoCAD SHX Text
DW

AutoCAD SHX Text
SINK

AutoCAD SHX Text
RACK

AutoCAD SHX Text
PAN

AutoCAD SHX Text
K-05

AutoCAD SHX Text
E-09

AutoCAD SHX Text
E-07

AutoCAD SHX Text
E-04

AutoCAD SHX Text
E-10

AutoCAD SHX Text
E-03

AutoCAD SHX Text
E-06

AutoCAD SHX Text
E-01

AutoCAD SHX Text
E-05

AutoCAD SHX Text
E-08

AutoCAD SHX Text
CONV

AutoCAD SHX Text
OVEN

AutoCAD SHX Text
FLR

AutoCAD SHX Text
E-02

AutoCAD SHX Text
K-02

AutoCAD SHX Text
GFI

AutoCAD SHX Text
GFI

AutoCAD SHX Text
GFI

AutoCAD SHX Text
GFI

AutoCAD SHX Text
GFI

AutoCAD SHX Text
GFI

AutoCAD SHX Text
LP2-14

AutoCAD SHX Text
LP2-14

AutoCAD SHX Text
LP2-16

AutoCAD SHX Text
LP2-16

AutoCAD SHX Text
LP2-18

AutoCAD SHX Text
LP2-18

AutoCAD SHX Text
E-11

AutoCAD SHX Text
E-12

AutoCAD SHX Text
K-13

AutoCAD SHX Text
K-14

AutoCAD SHX Text
SEE WIRING/CONDUIT LEGEND ON DWG E5.1.

AutoCAD SHX Text
UP CONDUIT TO GENERATOR. SEE DWG E3.3 FOR CONTINUATION.

AutoCAD SHX Text
4

AutoCAD SHX Text
SEE ROOF PLAN ON DWG E3.3 FOR CONTINUATION.

AutoCAD SHX Text
PPM1-1

AutoCAD SHX Text
AC-1

AutoCAD SHX Text
PPM1-1

AutoCAD SHX Text
RF-1

AutoCAD SHX Text
PPM1-3,5,7 4-#10 & 1-#10 GND IN 3/4"C.

AutoCAD SHX Text
VFD

AutoCAD SHX Text
4-#10 & 1-#10 GND IN 3/4"C.

AutoCAD SHX Text
VFD FOR AC-1. COORDINATE EXACT LOCATION WITH MECHANICAL.

AutoCAD SHX Text
BOILERS B-1 AND B2.

AutoCAD SHX Text
FOR HWP-1 & 2

AutoCAD SHX Text
PPM1-13

AutoCAD SHX Text
PPM1-13

AutoCAD SHX Text
PPM1-13

AutoCAD SHX Text
PPM1-8,10,12

AutoCAD SHX Text
PPM1-20,22,24

AutoCAD SHX Text
M

AutoCAD SHX Text
M

AutoCAD SHX Text
M

AutoCAD SHX Text
PPM1-31

AutoCAD SHX Text
PPM1-31

AutoCAD SHX Text
PPM1-31

AutoCAD SHX Text
%%UELECTRICAL MAIN LEVEL PLAN - POWER AND DATA

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
MAIN LEVEL & MEZZANINE LEVEL

AutoCAD SHX Text
FLOOR PLAN

AutoCAD SHX Text
POWER AND DATA

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
WRP

AutoCAD SHX Text
PL/JF

AutoCAD SHX Text
E3.2

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
KITCHEN EQUIPMENT SCHEDULE

AutoCAD SHX Text
ELECT. ITEM No.

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
PHASE

AutoCAD SHX Text
CONNECTION/ RECEPTACLE

AutoCAD SHX Text
WIRE

AutoCAD SHX Text
CIRCUIT BREAKER

AutoCAD SHX Text
PANEL/CKT

AutoCAD SHX Text
REMARKS/NOTES

AutoCAD SHX Text
120

AutoCAD SHX Text
1

AutoCAD SHX Text
15A

AutoCAD SHX Text
INSULATED HOT CABINET

AutoCAD SHX Text
STEAM TABLE

AutoCAD SHX Text
SINK

AutoCAD SHX Text
CONVEYOR TOASTER

AutoCAD SHX Text
MICROWAVE

AutoCAD SHX Text
FREEZER

AutoCAD SHX Text
ICE MACHINE

AutoCAD SHX Text
RANGE

AutoCAD SHX Text
CONVECTION OVEN

AutoCAD SHX Text
DISHWASHER

AutoCAD SHX Text
REFRIGERATOR

AutoCAD SHX Text
K-01

AutoCAD SHX Text
6-15

AutoCAD SHX Text
LP2-1

AutoCAD SHX Text
E-01

AutoCAD SHX Text
EQPT. ITEM No.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
K-02

AutoCAD SHX Text
K-03

AutoCAD SHX Text
K-04

AutoCAD SHX Text
K-05

AutoCAD SHX Text
K-06

AutoCAD SHX Text
K-07

AutoCAD SHX Text
K-09

AutoCAD SHX Text
K-10

AutoCAD SHX Text
K-11

AutoCAD SHX Text
K-12

AutoCAD SHX Text
208

AutoCAD SHX Text
208

AutoCAD SHX Text
208

AutoCAD SHX Text
6-20

AutoCAD SHX Text
HARDWIRE

AutoCAD SHX Text
2-#10, 1-#10 GND IN 3/4"C.

AutoCAD SHX Text
5-15

AutoCAD SHX Text
E-02

AutoCAD SHX Text
E-03

AutoCAD SHX Text
E-04

AutoCAD SHX Text
E-05

AutoCAD SHX Text
E-06

AutoCAD SHX Text
E-07

AutoCAD SHX Text
E-08

AutoCAD SHX Text
E-09

AutoCAD SHX Text
E-10

AutoCAD SHX Text
%%UELECTRICAL MAIN LEVEL PART PLAN - KITCHEN

AutoCAD SHX Text
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
4

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
20A

AutoCAD SHX Text
15A

AutoCAD SHX Text
15A

AutoCAD SHX Text
20A

AutoCAD SHX Text
15A

AutoCAD SHX Text
20A

AutoCAD SHX Text
30A

AutoCAD SHX Text
15A

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
120

AutoCAD SHX Text
120

AutoCAD SHX Text
120

AutoCAD SHX Text
120

AutoCAD SHX Text
120

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
5-15

AutoCAD SHX Text
5-20

AutoCAD SHX Text
5-15

AutoCAD SHX Text
5-15

AutoCAD SHX Text
5-20 (GFI)

AutoCAD SHX Text
LOCATED AT GYM/AUDITORIUM

AutoCAD SHX Text
%%UELECTRICAL MEZZANINE PART PLAN - POWER

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
2

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
14-20

AutoCAD SHX Text
1

AutoCAD SHX Text
208

AutoCAD SHX Text
3-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
20A

AutoCAD SHX Text
LP2-3,5

AutoCAD SHX Text
LP2-7

AutoCAD SHX Text
LP2-9

AutoCAD SHX Text
LP2-11

AutoCAD SHX Text
LP2-13,15

AutoCAD SHX Text
LP2-17,19

AutoCAD SHX Text
LP2-21

AutoCAD SHX Text
LP2-23,25

AutoCAD SHX Text
LP2-27

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
EXHAUST HOOD

AutoCAD SHX Text
FIRE SUPPRESSION SYS.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
K-13

AutoCAD SHX Text
K-14

AutoCAD SHX Text
120

AutoCAD SHX Text
HARDWIRE

AutoCAD SHX Text
HARDWIRE

AutoCAD SHX Text
E-11

AutoCAD SHX Text
E-12

AutoCAD SHX Text
20A

AutoCAD SHX Text
20A

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
120

AutoCAD SHX Text
LP2-20

AutoCAD SHX Text
LP2-22

AutoCAD SHX Text
2-#12, 1-#12 GND IN 3/4"C.

AutoCAD SHX Text
SEE DWG E7.2 FOR KITCHEN EQUIPMENT SHUTDOWN

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
SEE DWG E7.2 FOR KITCHEN EQUIPMENT SHUTDOWN

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4



MECHANICAL

ROOM ROOF

ROOF STRUCTURE OVER

AUDITORIUM /GYM

COMMUNITY CENTER

ROOF

ROOF OF ADDITION

ROOF

OF

ADDITION

 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

AutoCAD SHX Text
GEN

AutoCAD SHX Text
SEE MEZZANINE PART PLAN ON DWG E3.2 FOR CONTINUATION. 

AutoCAD SHX Text
100KW GENERATOR ON CONCRETE PAD IN SOUND ATTENUATED ENCLOSURE. SEE ONE-LINE DIAGRAM ON DWG E5.1. SEE NOTE 1.

AutoCAD SHX Text
SEE WIRING/CONDUIT LEGEND ON DWG E5.1.

AutoCAD SHX Text
4

AutoCAD SHX Text
EF-2

AutoCAD SHX Text
EF-1

AutoCAD SHX Text
KX-1

AutoCAD SHX Text
TX-2

AutoCAD SHX Text
TX-1

AutoCAD SHX Text
RTU-1

AutoCAD SHX Text
ACC-1

AutoCAD SHX Text
MDP

AutoCAD SHX Text
PPM1-23

AutoCAD SHX Text
PPM1-9

AutoCAD SHX Text
MDP

AutoCAD SHX Text
CU-1

AutoCAD SHX Text
PPM1-15,17,19

AutoCAD SHX Text
DOWN CONDUIT. APPROXIMATE LOCATION OF TERMINATION ON ROOF. ROUTE TO LOWER LEVEL ELECTRIC SERVICE ROOM FOR FUTURE PV SYSTEM CONNECTION. CAP AND SEAL AT BOTH ENDS.

AutoCAD SHX Text
MAU-1

AutoCAD SHX Text
PPM1-11

AutoCAD SHX Text
PPM1-25,27,29

AutoCAD SHX Text
EF-3

AutoCAD SHX Text
PPM1-21

AutoCAD SHX Text
3-#4 & 1-#8 GND IN 1"C.

AutoCAD SHX Text
9

AutoCAD SHX Text
PPM1-9

AutoCAD SHX Text
PPM1-9

AutoCAD SHX Text
8

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
%%UELECTRICAL ROOF LEVEL PLAN - POWER

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
ROOF PLAN - POWER

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
E3.3

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1.	REFER TO DETAIL 8 ON DWG E7.1 FOR ADDITIONAL GENERATOR REFER TO DETAIL 8 ON DWG E7.1 FOR ADDITIONAL GENERATOR EQUIPMENT, WIRING, & CONDUITS NOT SHOWN THIS SHEET.

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4



PANTRY

J C

OFFICE 2

WOMENS

SENIOR

LOUNGE

FRONT OFFICE

HALL

SOCIAL ROOM A

SOCIAL ROOM B

COATS

OFFICE 1

REFURBISH

PATIO

 STORAGE

FIRE

PLACE

MENS

KITCHEN

HALL

GYM/AUDITORIUM

EXIST.

OFFICE

STORAGE ROOM

NEW UTILITY

SPACE

NEW GAS SERV ROOM

EXISTING

LOUNGE

NEW ELECTRIC SERV ROOM

MECHANICAL

ROOM

 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
K-12643

AutoCAD SHX Text
GREENWICH

AutoCAD SHX Text
C_LAVATORY

AutoCAD SHX Text
VITREOUS CHINA

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
H

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
WP

AutoCAD SHX Text
FIRE ALARM CONTROL PANEL (FACP). SEE NOTE 1.

AutoCAD SHX Text
F

AutoCAD SHX Text
PROVIDE DEVICE PROTECTOR. TYP. FOR PULL STATIONS AND HORN/STROBES IN GYM/AUDITORIUM.

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
CO

AutoCAD SHX Text
CO

AutoCAD SHX Text
CO

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
CO

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
MM

AutoCAD SHX Text
FOR CONNECTION TO EXISTING EMBASSY CLUB FACP.

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
F

AutoCAD SHX Text
S

AutoCAD SHX Text
TS

AutoCAD SHX Text
WF

AutoCAD SHX Text
TS

AutoCAD SHX Text
WF

AutoCAD SHX Text
LA

AutoCAD SHX Text
WALL MOUNTED AIR COMPRESSOR FOR DRY SPRINKLER SYSTEM. SEE DWG E3.1 FOR POWER REQUIREMENTS.

AutoCAD SHX Text
EX. EMBASSY CLUB FACP.

AutoCAD SHX Text
MM

AutoCAD SHX Text
FOR CONNECTION TO NEW MAIN LEVEL FACP.

AutoCAD SHX Text
H

AutoCAD SHX Text
S

AutoCAD SHX Text
%%UELECTRICAL MAIN LEVEL PLAN - FIRE ALARM

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
2

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
LOWER LEVEL, MAIN LEVEL

AutoCAD SHX Text
AND MEZZANINE LEVEL 

AutoCAD SHX Text
PLANS - FIRE ALARM

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
WRP

AutoCAD SHX Text
RL/JF

AutoCAD SHX Text
E4.1

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
%%UELECTRICAL LOWER LEVEL PART PLAN - FIRE ALARM

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
%%UELECTRICAL MEZZANINE LEVEL PART PLAN - FIRE ALARM

AutoCAD SHX Text
SCALE: 1/8" = 1'-0"

AutoCAD SHX Text
3

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1.	FACP DIMENSIONS AND FUNCTIONALITY ARE BASED ON EDWARDS FACP DIMENSIONS AND FUNCTIONALITY ARE BASED ON EDWARDS INTELLIGENT FIRE ALARM SYSTEMS iO64R OR APPROVED EQUAL. COORDINATE PANEL MOUNTING AND WALL MODIFICATIONS TO ACCEPT NEW PANEL WITH ARCHITECT.

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4



 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
ONE-LINE DIAGRAM

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
WRP

AutoCAD SHX Text
RL

AutoCAD SHX Text
E5.1

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
OUTSIDE

AutoCAD SHX Text
%%uELECTRICAL ONE-LINE DIAGRAM

AutoCAD SHX Text
NOTE TO SCALE

AutoCAD SHX Text
1

AutoCAD SHX Text
EX. EMBASSY CLUB PANEL

AutoCAD SHX Text
SERVICE END LINE BOX PER UTILITY COMPANY SPECIFICATION

AutoCAD SHX Text
M

AutoCAD SHX Text
400 AS

AutoCAD SHX Text
400 AF

AutoCAD SHX Text
400A, 208V, 3 TRANS-S METERING  CABINET & SWITCH, PER UTILITY COMPANY SPECIFICATION

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
E

AutoCAD SHX Text
G

AutoCAD SHX Text
400A

AutoCAD SHX Text
400A

AutoCAD SHX Text
'MDP' 400A, 208Y/120V, 3 , 4W, 42 KAICMAIN DISTRIBUTION PANEL WITH INTEGRAL SPD

AutoCAD SHX Text
400A, 208Y/120V, 3 POLE WITH SOLID NEUTRAL, 42 KAIC AUTOMATIC TRANSFER SWITCH.

AutoCAD SHX Text
600A, 2 SETS OF 4-#350 MCM IN (2) 3"C.

AutoCAD SHX Text
WIRING/CONDUIT LEGEND::

AutoCAD SHX Text
1

AutoCAD SHX Text
4-#4/0 IN 2-1/2"C.

AutoCAD SHX Text
2

AutoCAD SHX Text
NEW LOWER LEVEL ELECTRICAL ROOM

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
4-#500 MCM IN 4"C.

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4-#500 MCM & 1-#3 GND IN 3-1/2"C.

AutoCAD SHX Text
3

AutoCAD SHX Text
INSIDE

AutoCAD SHX Text
EX. CON EDISON UTILITY POLE

AutoCAD SHX Text
#1/0 GND.

AutoCAD SHX Text
M

AutoCAD SHX Text
CON EDISON METER  #ACT1CM7827500. RETURN TO CON EDISON

AutoCAD SHX Text
5

AutoCAD SHX Text
4-#4/0 & 1-#4 GND IN 2-1/2"C.

AutoCAD SHX Text
6

AutoCAD SHX Text
DEM.	WIRES & CONDUITWIRES & CONDUIT

AutoCAD SHX Text
DEM.

AutoCAD SHX Text
DEM.

AutoCAD SHX Text
6

AutoCAD SHX Text
OH

AutoCAD SHX Text
UG

AutoCAD SHX Text
1

AutoCAD SHX Text
PANEL

AutoCAD SHX Text
PPM1

AutoCAD SHX Text
PANEL

AutoCAD SHX Text
LP1

AutoCAD SHX Text
PANEL

AutoCAD SHX Text
LP2

AutoCAD SHX Text
225A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
50A

AutoCAD SHX Text
60A

AutoCAD SHX Text
100A

AutoCAD SHX Text
MAIN FLOOR

AutoCAD SHX Text
EXISTING LOWER LEVEL ELECTRIC CLOSET

AutoCAD SHX Text
1.	ALL CIRCUITS BREAKERS ARE 3 POLE U.O.NALL CIRCUITS BREAKERS ARE 3 POLE U.O.N

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
7

AutoCAD SHX Text
EX. CON EDISON POLE MOUNTED TRANSFORMER

AutoCAD SHX Text
DEM. CT CABINET

AutoCAD SHX Text
DEM. TROUGH

AutoCAD SHX Text
M

AutoCAD SHX Text
400 AS

AutoCAD SHX Text
225 AF

AutoCAD SHX Text
400A, 208V, 3 TRANS-S METERING  CABINET & SWITCH, PER UTILITY COMPANY SPECIFICATION

AutoCAD SHX Text
#2 GND.

AutoCAD SHX Text
6

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
100KW GENERATOR WITH 208Y/120V, 3 , 4W OUTPUT.

AutoCAD SHX Text
7

AutoCAD SHX Text
4-#1/0 & 1-#6 GND IN 1-1/2"C.

AutoCAD SHX Text
DEM.

AutoCAD SHX Text
DEM. ALL MAIN FLOOR PANELBOARDS AND ELECTRICAL DISTRIBUTION.

AutoCAD SHX Text
6

AutoCAD SHX Text
100A

AutoCAD SHX Text
PANEL

AutoCAD SHX Text
LPLL

AutoCAD SHX Text
7

AutoCAD SHX Text
400A PROVISIONS FOR FUTURE PV SYSTEM BACKFEED CONNECTION

AutoCAD SHX Text
400A

AutoCAD SHX Text
SPACE

AutoCAD SHX Text
ACC-1

AutoCAD SHX Text
8

AutoCAD SHX Text
2-#8 & 1-#10 GND IN 3/4"C.

AutoCAD SHX Text
8

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
RTU-1

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
3-#4 & 1-#10 GND IN 1"C.

AutoCAD SHX Text
10

AutoCAD SHX Text
(2) 3" EMPTY CONDUITS WITH PULL STRING FOR DATA & TELECOM

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
7

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
TRANSITION FROM OVERHEAD TO CONDUIT RISER AT BUILDING. DEMOLISH COMPLETE.

AutoCAD SHX Text
4

AutoCAD SHX Text
CONTRACTOR TO PROVIDE POLE RISER.

AutoCAD SHX Text
4

AutoCAD SHX Text
4



 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

LA

LB

LC

LE

LD

LF6

LF8

LG

LH

LK

LM2

LM4

LM6

LT

LZ

LQ

LR

LW

LJ4

LS

LP4

LP6

LL

EML1

EX2

EX1

LU1

LU2

LU3

LU4

LV

AutoCAD SHX Text
ELECTRICAL 

AutoCAD SHX Text
LIGHTING FIXTURE 

AutoCAD SHX Text
SCHEDULE

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
WRP

AutoCAD SHX Text
RL/JF

AutoCAD SHX Text
E6.1

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
LIGHTING FIXTURE SCHEDULE

AutoCAD SHX Text
MANUFACTURER

AutoCAD SHX Text
CATALOG NUMBER

AutoCAD SHX Text
VOLTS

AutoCAD SHX Text
LAMPS

AutoCAD SHX Text
MOUNTING

AutoCAD SHX Text
REMARKS

AutoCAD SHX Text
EATON

AutoCAD SHX Text
24FR-LD4-65-UNV-L835-CD1-U

AutoCAD SHX Text
LED 3500K 6500LM

AutoCAD SHX Text
UNV

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
2'X4' LED LIGHTING FIXTURE WITH DIMMING.

AutoCAD SHX Text
FIXTURE DESIGNATION

AutoCAD SHX Text
FOCAL POINT

AutoCAD SHX Text
FLUL-24-PS-4000L-35K- 1C-120-G-WH

AutoCAD SHX Text
120

AutoCAD SHX Text
LED 35OOK 4000L

AutoCAD SHX Text
2'X4' LED LIGHTING FIXTURE.

AutoCAD SHX Text
FOCAL POINT

AutoCAD SHX Text
FRZ-22-FL-2500L-35K- 1C-UNV-G/ST-WH

AutoCAD SHX Text
UNV

AutoCAD SHX Text
PINNACLE ARCHITECTURAL LIGHTING

AutoCAD SHX Text
ET6-R-35-R4'x4'-G1-1-ND- 1-0-W

AutoCAD SHX Text
120

AutoCAD SHX Text
LED 35OOK 

AutoCAD SHX Text
5" WIDE RECTANGULAR LED LIGHTING FIXTURES.

AutoCAD SHX Text
EATON-NEORAY

AutoCAD SHX Text
125-DR-1-35-GYP-XXXX-1- 120V-ED-C-1-W

AutoCAD SHX Text
120

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
USAI

AutoCAD SHX Text
3021-B1-S-10-LRTD4-9016-C3- 35KS-50-FT-120

AutoCAD SHX Text
120

AutoCAD SHX Text
LED 3500K 1725LM

AutoCAD SHX Text
XAL

AutoCAD SHX Text
LENO1K71770H70020

AutoCAD SHX Text
UNV

AutoCAD SHX Text
4" WIDE X 2' LONG LIGHTING FIXTURE.

AutoCAD SHX Text
XAL

AutoCAD SHX Text
BAS44S1D770H7060000

AutoCAD SHX Text
UNV

AutoCAD SHX Text
6' LINEAR LED LIGHTING FIXTURE.

AutoCAD SHX Text
XAL

AutoCAD SHX Text
MIN217D1770H7S0240

AutoCAD SHX Text
UNV

AutoCAD SHX Text
2' LINEAR LED LIGHTING FIXTURE.

AutoCAD SHX Text
NOTES::

AutoCAD SHX Text
1.	VERIFY ALL FIXTURE CATALOG NUMBERS FOR INTENDED APPLICATIONS WITH REQUIRED ACCESSORIES. VERIFY ALL FIXTURE CATALOG NUMBERS FOR INTENDED APPLICATIONS WITH REQUIRED ACCESSORIES. 2.	ALL EXIT AND EMERGENCY FIXTURES SHALL BE FED FROM UNSWITCHED LEG OF ASSOCIATED LOCAL LIGHTING CIRCUITS. ALL EXIT AND EMERGENCY FIXTURES SHALL BE FED FROM UNSWITCHED LEG OF ASSOCIATED LOCAL LIGHTING CIRCUITS. 3.	IN THE EVENT THE CONTRACTOR CHOOSES TO SUBSTITUTE LIGHT FIXTURES FOR THOSE THAT ARE SPECIFIED ON THE LIGHT FIXTURE SCHEDULE, THE CONTRACTOR SHALL SUBMIT POINT-TO-POINT PHOTOMETRIC IN THE EVENT THE CONTRACTOR CHOOSES TO SUBSTITUTE LIGHT FIXTURES FOR THOSE THAT ARE SPECIFIED ON THE LIGHT FIXTURE SCHEDULE, THE CONTRACTOR SHALL SUBMIT POINT-TO-POINT PHOTOMETRIC CALCULATIONS FOR ALL AREAS WHERE THE SUBSTITUTED FIXTURES ARE INDICATED TO BE INSTALLED ON THE DRAWINGS. THESE CALCULATIONS SHALL BE SUBMITTED ALONG WITH THE LIGHT FIXTURE SHOP DRAWINGS. 4.	CONFIRM CEILING/WALL MOUNTING AND INSTALLATION OF LIGHTING FIXTURES WITH ARCHITECT.  CONFIRM CEILING/WALL MOUNTING AND INSTALLATION OF LIGHTING FIXTURES WITH ARCHITECT.  5.	LIGHT FIXTURES INDICATED AS EMERGENCY (EM) ON DRAWINGS SHALL CONTAIN AN EMERGENCY BATTERY BACK-UP BALLAST; WHERE POSSIBLE THE BALLAST SHALL BE INTERNAL TO FIXTURE WITH A VISUAL INDICATING LIGHT FIXTURES INDICATED AS EMERGENCY (EM) ON DRAWINGS SHALL CONTAIN AN EMERGENCY BATTERY BACK-UP BALLAST; WHERE POSSIBLE THE BALLAST SHALL BE INTERNAL TO FIXTURE WITH A VISUAL INDICATING CHARGE LAMP AND TEST SWITCH.  IF IT IS NOT POSSIBLE TO INSTALL THE EMERGENCY BATTERY BALLAST IN THE FIXTURE, THE CONTRACTOR SHALL FURNISH & INSTALL A REMOTE EMERGENCY BALLAST.  EACH BATTERY PACK SHALL BE CONNECTED SO THAT THE FIXTURE CAN BE SWITCHED UNDER NORMAL CONDITIONS AND IN THE EVENT OF A POWER OUTAGE, THE BATTERY PACK AND LAMPS SHALL AUTOMATICALLY ILLUMINATE FOR 90 MINUTES WITH A 1200 LUMEN OUTPUT (TOTAL FROM FIXTURE), MINIMUM.

AutoCAD SHX Text
INPUT WATTS

AutoCAD SHX Text
53.8

AutoCAD SHX Text
47.4

AutoCAD SHX Text
LOCATION

AutoCAD SHX Text
GYM/AUDITORIUM

AutoCAD SHX Text
FRONT OFFICE

AutoCAD SHX Text
LED 35OOK 2500L

AutoCAD SHX Text
23.0

AutoCAD SHX Text
ENTRY/LOBBY

AutoCAD SHX Text
2'X2' LED LIGHTING FIXTURE.

AutoCAD SHX Text
4.6/FT

AutoCAD SHX Text
LOBBY

AutoCAD SHX Text
LED 35OOK 607LM/FT

AutoCAD SHX Text
7.W/FT

AutoCAD SHX Text
LOBBY

AutoCAD SHX Text
5" WIDE L-SHAPE LED LIGHTING FIXTURES.

AutoCAD SHX Text
XAL

AutoCAD SHX Text
4" WIDE x 6' LONG LED LIGHTING FIXTURES.

AutoCAD SHX Text
HALL

AutoCAD SHX Text
120

AutoCAD SHX Text
LED 35OOK 3802LM 

AutoCAD SHX Text
BAS41S1D73350H706

AutoCAD SHX Text
30.0

AutoCAD SHX Text
XAL

AutoCAD SHX Text
4" WIDE x 8' LONG LED LIGHTING FIXTURES.

AutoCAD SHX Text
HALL

AutoCAD SHX Text
120

AutoCAD SHX Text
LED 35OOK 5069LM 

AutoCAD SHX Text
BAS41S1D73350H708

AutoCAD SHX Text
40.0

AutoCAD SHX Text
12

AutoCAD SHX Text
HALL

AutoCAD SHX Text
5" ROUND DOWNLIGHT LED LIGHTING FIXTURES.

AutoCAD SHX Text
LED 3500K 1725LM

AutoCAD SHX Text
15

AutoCAD SHX Text
OFFICE 1 & OFFICE 2

AutoCAD SHX Text
LED 3500K 4058LM

AutoCAD SHX Text
29

AutoCAD SHX Text
MEN'S & WOMEN'S

AutoCAD SHX Text
LED 3500K

AutoCAD SHX Text
WOMEN'S

AutoCAD SHX Text
XAL

AutoCAD SHX Text
MIN217D1770H7S0480

AutoCAD SHX Text
UNV

AutoCAD SHX Text
4' LINEAR LED LIGHTING FIXTURE.

AutoCAD SHX Text
LED 3500K

AutoCAD SHX Text
WOMEN'S

AutoCAD SHX Text
XAL

AutoCAD SHX Text
MIN217D1770H7S0960

AutoCAD SHX Text
UNV

AutoCAD SHX Text
6' LINEAR LED LIGHTING FIXTURE.

AutoCAD SHX Text
LED 3500K

AutoCAD SHX Text
MEN'S & WOMEN'S

AutoCAD SHX Text
XAL

AutoCAD SHX Text
LENO1K711720H7

AutoCAD SHX Text
UNV

AutoCAD SHX Text
4" WIDE LINEAR LED LIGHTING FIXTURE. LENGTH SHOWN ON PLAN. WITH DIMMING.

AutoCAD SHX Text
LED 3500K

AutoCAD SHX Text
SOCIAL ROOM A & B

AutoCAD SHX Text
3.8/FT

AutoCAD SHX Text
EATON

AutoCAD SHX Text
4-SNLED-LD5-36SL-UNV-L840-U

AutoCAD SHX Text
LED 4000K

AutoCAD SHX Text
UNV

AutoCAD SHX Text
LOWER LEVEL SERVICE ROOMS & COORIDORS

AutoCAD SHX Text
1'x4' INDUSTRIAL LED LIGHTING FIXTURE.

AutoCAD SHX Text
22

AutoCAD SHX Text
24

AutoCAD SHX Text
17

AutoCAD SHX Text
38.1

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
USA ILLUMINATION, INC.

AutoCAD SHX Text
3012-W-B1-S-10-LRTD4-9012-C3 35KS-50-FT-120V

AutoCAD SHX Text
LED 3500K 1300LM

AutoCAD SHX Text
120

AutoCAD SHX Text
12

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
MEN'S & WOMEN'S

AutoCAD SHX Text
4-1/2" ROUND DOWNLIGHT LED LIGHTING FIXTURES.

AutoCAD SHX Text
USA ILLUMINATION, INC.

AutoCAD SHX Text
3012-B1-S-10-LRTD4-9012-C3 35KS-50-FT-120V-DIML2

AutoCAD SHX Text
LED 3500K

AutoCAD SHX Text
120

AutoCAD SHX Text
24

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
SENIOR LOUNGE

AutoCAD SHX Text
4-1/2" ROUND DOWNLIGHT LED LIGHTING FIXTURES WITH DIMMING.

AutoCAD SHX Text
USA ILLUMINATION, INC.

AutoCAD SHX Text
3012-B1-S-10-LRTD4-9016- 35KS-50-120V

AutoCAD SHX Text
LED 3500K

AutoCAD SHX Text
120

AutoCAD SHX Text
16

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
4-1/2" ROUND DOWNLIGHT LED LIGHTING FIXTURES.

AutoCAD SHX Text
SOCIAL ROOM A & B, KITCHEN

AutoCAD SHX Text
EATON

AutoCAD SHX Text
4SLTP2040DDUNV

AutoCAD SHX Text
UNV

AutoCAD SHX Text
1'X4' LED LIGHTING FIXTURE.

AutoCAD SHX Text
LED 3500K 2310LM

AutoCAD SHX Text
23.3

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
XAL

AutoCAD SHX Text
VELA751480907270070

AutoCAD SHX Text
LED 3500K 9000LM

AutoCAD SHX Text
120

AutoCAD SHX Text
UNV

AutoCAD SHX Text
94

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
SENIOR LOUNGE

AutoCAD SHX Text
4' ROUND LED LIGHTING FIXTURES.

AutoCAD SHX Text
XAL

AutoCAD SHX Text
BAS41S1D70350H7040000

AutoCAD SHX Text
LED 3500K 2534LM

AutoCAD SHX Text
UNV

AutoCAD SHX Text
20

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
WOMEN'S

AutoCAD SHX Text
4' LINEAR LED LIGHTING FIXTURE.

AutoCAD SHX Text
XAL

AutoCAD SHX Text
BAS41S1D70350H7060000

AutoCAD SHX Text
LED 3500K 3802LM

AutoCAD SHX Text
UNV

AutoCAD SHX Text
30

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
6' LINEAR LED LIGHTING FIXTURE.

AutoCAD SHX Text
XAL

AutoCAD SHX Text
WL-R-3-2X2-2/LEDR-835- 120-EM10

AutoCAD SHX Text
LED 3500K

AutoCAD SHX Text
120

AutoCAD SHX Text
35

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
PARKING

AutoCAD SHX Text
2'X2' LED LIGHTING FIXTURE.

AutoCAD SHX Text
LITHONIA LIGHTING

AutoCAD SHX Text
ELM2-LED

AutoCAD SHX Text
LED

AutoCAD SHX Text
120

AutoCAD SHX Text
GYM/AUDITORIUM

AutoCAD SHX Text
2 HEADS EMERGENCY LIGHTING. PROVIDE WITH WIREGUARD OPTION IN GYM/AUDITORIUM.

AutoCAD SHX Text
3

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
120

AutoCAD SHX Text
GYM/AUDITORIUM

AutoCAD SHX Text
2 HEAD EMERGENCY EXIT LIGHTING. PROVIDE WITH WIREGUARD OPTION IN GYM/AUDITORIUM.

AutoCAD SHX Text
4.3

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
LQMSW3R120/277ELN

AutoCAD SHX Text
120

AutoCAD SHX Text
GYM/AUDITORIUM

AutoCAD SHX Text
EXIT LIGHT. SHADED AREA INDICATES FACE. PROVIDE WITH WIREGUARD OPTION IN GYM/AUDITORIUM.

AutoCAD SHX Text
1

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
LITHONIA LIGHTING

AutoCAD SHX Text
LITHONIA LIGHTING

AutoCAD SHX Text
LHQM-LED-R-H0

AutoCAD SHX Text
LED

AutoCAD SHX Text
LED

AutoCAD SHX Text
LITHONIA LIGHTING

AutoCAD SHX Text
MWCS-BZ DTCL 1009

AutoCAD SHX Text
LED 3500K

AutoCAD SHX Text
120

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
SENIOR LOUNGE

AutoCAD SHX Text
DECORATED WALL SCONCE LIGHTING FIXTURE.

AutoCAD SHX Text
LITHONIA LIGHTING

AutoCAD SHX Text
MRW LED-1-SR4-120-PE-ELCW- DBLXD

AutoCAD SHX Text
LED 4000K

AutoCAD SHX Text
120

AutoCAD SHX Text
24

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
PATIO

AutoCAD SHX Text
OUTDOOR WALL SCONCE LIGHTING FIXTURE.

AutoCAD SHX Text
MULE LIGHTING

AutoCAD SHX Text
ELD-BB-10L3-W-DP-SW

AutoCAD SHX Text
LED 4000K

AutoCAD SHX Text
120

AutoCAD SHX Text
16.6

AutoCAD SHX Text
RECESSED (SEE NOTE 4)

AutoCAD SHX Text
ENTRANCES & PATIO

AutoCAD SHX Text
4"DIA. ROUND OUTDOOR TYPE LIGHTING FIXTURE.

AutoCAD SHX Text
EATON

AutoCAD SHX Text
ENT-E01-LED-E1-BL4-BZ- PC-BBB-CWB

AutoCAD SHX Text
LED 4000K

AutoCAD SHX Text
120

AutoCAD SHX Text
32.7

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
ENTRANCES

AutoCAD SHX Text
15" WIDE OUTDOOR LIGHTING FIXTURE.

AutoCAD SHX Text
LITHONIA

AutoCAD SHX Text
DMW2 L24 2000LM ACL MD MVOLT 40K 80CRI PS1050

AutoCAD SHX Text
LED 4000K

AutoCAD SHX Text
UNV

AutoCAD SHX Text
PATIO

AutoCAD SHX Text
1'x2' INDUSTRIAL LED LIGHTING FIXTURE. PROVIDE WITH WIREGUARD AND FITTINGS

AutoCAD SHX Text
38.1

AutoCAD SHX Text
SURFACE (SEE NOTE 4)

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4



 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

AutoCAD SHX Text
ELECTRICAL 

AutoCAD SHX Text
PANEL SCHEDULES

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
WRP

AutoCAD SHX Text
RL/JF

AutoCAD SHX Text
E6.2

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
MAIN RATING:

AutoCAD SHX Text
27

AutoCAD SHX Text
35

AutoCAD SHX Text
39

AutoCAD SHX Text
37

AutoCAD SHX Text
41

AutoCAD SHX Text
29

AutoCAD SHX Text
31

AutoCAD SHX Text
33

AutoCAD SHX Text
21

AutoCAD SHX Text
23

AutoCAD SHX Text
25

AutoCAD SHX Text
15

AutoCAD SHX Text
13

AutoCAD SHX Text
19

AutoCAD SHX Text
17

AutoCAD SHX Text
CU-1

AutoCAD SHX Text
BOILER B1 & B2

AutoCAD SHX Text
CIRC. NO.

AutoCAD SHX Text
5

AutoCAD SHX Text
11

AutoCAD SHX Text
9

AutoCAD SHX Text
7

AutoCAD SHX Text
AC-1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
RECEPT. STORAGE, MECHANICAL RM

AutoCAD SHX Text
60

AutoCAD SHX Text
20

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
28

AutoCAD SHX Text
36

AutoCAD SHX Text
40

AutoCAD SHX Text
42

AutoCAD SHX Text
38

AutoCAD SHX Text
32

AutoCAD SHX Text
34

AutoCAD SHX Text
30

AutoCAD SHX Text
26

AutoCAD SHX Text
22

AutoCAD SHX Text
24

AutoCAD SHX Text
20

AutoCAD SHX Text
18

AutoCAD SHX Text
16

AutoCAD SHX Text
14

AutoCAD SHX Text
BKR. AMPS

AutoCAD SHX Text
KAIC RATING:

AutoCAD SHX Text
PHASE:

AutoCAD SHX Text
PPM1 PANEL SCHEDULE

AutoCAD SHX Text
MAIN C.B.:

AutoCAD SHX Text
MOUNTING: 

AutoCAD SHX Text
VOLTAGE:

AutoCAD SHX Text
BKR. AMPS

AutoCAD SHX Text
LOAD DESCRIPTION

AutoCAD SHX Text
30

AutoCAD SHX Text
20

AutoCAD SHX Text
NO. OF  POLES

AutoCAD SHX Text
NO. OF  POLES

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
LOAD DESCRIPTION

AutoCAD SHX Text
MOTORIZED DAMPERS

AutoCAD SHX Text
CIRC. NO.

AutoCAD SHX Text
6

AutoCAD SHX Text
12

AutoCAD SHX Text
10

AutoCAD SHX Text
8

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
WIRE:

AutoCAD SHX Text
225A

AutoCAD SHX Text
208Y/120V

AutoCAD SHX Text
225A

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
22KAIC

AutoCAD SHX Text
SURFACE

AutoCAD SHX Text
LK - PROVIDE LOCKING TABS ON C.B.; GF - GFI TYPE C.B.; AF - ARC FAULT TYPE C.B.; ST - SHUNT TRIP C.B.

AutoCAD SHX Text
EF-3

AutoCAD SHX Text
15

AutoCAD SHX Text
1

AutoCAD SHX Text
EF-2

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
30

AutoCAD SHX Text
HWP-1 & HWP-2

AutoCAD SHX Text
MAU-1

AutoCAD SHX Text
15

AutoCAD SHX Text
3

AutoCAD SHX Text
MAIN RATING:

AutoCAD SHX Text
27

AutoCAD SHX Text
35

AutoCAD SHX Text
39

AutoCAD SHX Text
37

AutoCAD SHX Text
41

AutoCAD SHX Text
29

AutoCAD SHX Text
31

AutoCAD SHX Text
33

AutoCAD SHX Text
21

AutoCAD SHX Text
23

AutoCAD SHX Text
25

AutoCAD SHX Text
15

AutoCAD SHX Text
13

AutoCAD SHX Text
19

AutoCAD SHX Text
17

AutoCAD SHX Text
CIRC. NO.

AutoCAD SHX Text
5

AutoCAD SHX Text
11

AutoCAD SHX Text
9

AutoCAD SHX Text
7

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
RECEPT. SENIOR LOUNGE

AutoCAD SHX Text
28

AutoCAD SHX Text
36

AutoCAD SHX Text
40

AutoCAD SHX Text
42

AutoCAD SHX Text
38

AutoCAD SHX Text
32

AutoCAD SHX Text
34

AutoCAD SHX Text
30

AutoCAD SHX Text
26

AutoCAD SHX Text
22

AutoCAD SHX Text
24

AutoCAD SHX Text
20

AutoCAD SHX Text
18

AutoCAD SHX Text
16

AutoCAD SHX Text
14

AutoCAD SHX Text
BKR. AMPS

AutoCAD SHX Text
KAIC RATING:

AutoCAD SHX Text
PHASE:

AutoCAD SHX Text
LP1 PANEL SCHEDULE

AutoCAD SHX Text
MAIN C.B.:

AutoCAD SHX Text
MOUNTING: 

AutoCAD SHX Text
VOLTAGE:

AutoCAD SHX Text
BKR. AMPS

AutoCAD SHX Text
LOAD DESCRIPTION

AutoCAD SHX Text
NO. OF  POLES

AutoCAD SHX Text
NO. OF  POLES

AutoCAD SHX Text
LOAD DESCRIPTION

AutoCAD SHX Text
RECEPT. GYM/AUDITORIUM

AutoCAD SHX Text
CIRC. NO.

AutoCAD SHX Text
6

AutoCAD SHX Text
12

AutoCAD SHX Text
10

AutoCAD SHX Text
8

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
WIRE:

AutoCAD SHX Text
150A

AutoCAD SHX Text
208Y/120V

AutoCAD SHX Text
150A

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
22KAIC

AutoCAD SHX Text
RECESSED

AutoCAD SHX Text
LK - PROVIDE LOCKING TABS ON C.B.; GF - GFI TYPE C.B.; AF - ARC FAULT TYPE C.B.; ST - SHUNT TRIP C.B.

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
LRP-1,3

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
MAIN RATING:

AutoCAD SHX Text
27

AutoCAD SHX Text
35

AutoCAD SHX Text
39

AutoCAD SHX Text
37

AutoCAD SHX Text
41

AutoCAD SHX Text
29

AutoCAD SHX Text
31

AutoCAD SHX Text
33

AutoCAD SHX Text
21

AutoCAD SHX Text
23

AutoCAD SHX Text
25

AutoCAD SHX Text
15

AutoCAD SHX Text
13

AutoCAD SHX Text
19

AutoCAD SHX Text
17

AutoCAD SHX Text
CIRC. NO.

AutoCAD SHX Text
5

AutoCAD SHX Text
11

AutoCAD SHX Text
9

AutoCAD SHX Text
7

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
RECEPT. KITCHEN (HOT CABINET)

AutoCAD SHX Text
28

AutoCAD SHX Text
36

AutoCAD SHX Text
40

AutoCAD SHX Text
42

AutoCAD SHX Text
38

AutoCAD SHX Text
32

AutoCAD SHX Text
34

AutoCAD SHX Text
30

AutoCAD SHX Text
26

AutoCAD SHX Text
22

AutoCAD SHX Text
24

AutoCAD SHX Text
20

AutoCAD SHX Text
18

AutoCAD SHX Text
16

AutoCAD SHX Text
14

AutoCAD SHX Text
BKR. AMPS

AutoCAD SHX Text
KAIC RATING:

AutoCAD SHX Text
PHASE:

AutoCAD SHX Text
LP2 PANEL SCHEDULE

AutoCAD SHX Text
MAIN C.B.:

AutoCAD SHX Text
MOUNTING: 

AutoCAD SHX Text
VOLTAGE:

AutoCAD SHX Text
BKR. AMPS

AutoCAD SHX Text
LOAD DESCRIPTION

AutoCAD SHX Text
NO. OF  POLES

AutoCAD SHX Text
NO. OF  POLES

AutoCAD SHX Text
LOAD DESCRIPTION

AutoCAD SHX Text
RECEPT. VENDING MACHINE

AutoCAD SHX Text
CIRC. NO.

AutoCAD SHX Text
6

AutoCAD SHX Text
12

AutoCAD SHX Text
10

AutoCAD SHX Text
8

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
WIRE:

AutoCAD SHX Text
150A

AutoCAD SHX Text
208Y/120V

AutoCAD SHX Text
150A

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
22KAIC

AutoCAD SHX Text
RECESSED

AutoCAD SHX Text
LK - PROVIDE LOCKING TABS ON C.B.; GF - GFI TYPE C.B.; AF - ARC FAULT TYPE C.B.; ST - SHUNT TRIP C.B.

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
RECEPT. KITCHEN GFI

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
KITCHEN EXHAUST HOOD

AutoCAD SHX Text
MAIN RATING:

AutoCAD SHX Text
27

AutoCAD SHX Text
35

AutoCAD SHX Text
39

AutoCAD SHX Text
37

AutoCAD SHX Text
41

AutoCAD SHX Text
29

AutoCAD SHX Text
31

AutoCAD SHX Text
33

AutoCAD SHX Text
21

AutoCAD SHX Text
23

AutoCAD SHX Text
25

AutoCAD SHX Text
15

AutoCAD SHX Text
13

AutoCAD SHX Text
19

AutoCAD SHX Text
17

AutoCAD SHX Text
CIRC. NO.

AutoCAD SHX Text
5

AutoCAD SHX Text
11

AutoCAD SHX Text
9

AutoCAD SHX Text
7

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
RECEPT. UTILITY SPACE

AutoCAD SHX Text
28

AutoCAD SHX Text
36

AutoCAD SHX Text
40

AutoCAD SHX Text
42

AutoCAD SHX Text
38

AutoCAD SHX Text
32

AutoCAD SHX Text
34

AutoCAD SHX Text
30

AutoCAD SHX Text
26

AutoCAD SHX Text
22

AutoCAD SHX Text
24

AutoCAD SHX Text
20

AutoCAD SHX Text
18

AutoCAD SHX Text
16

AutoCAD SHX Text
14

AutoCAD SHX Text
BKR. AMPS

AutoCAD SHX Text
KAIC RATING:

AutoCAD SHX Text
PHASE:

AutoCAD SHX Text
LPLL PANEL SCHEDULE

AutoCAD SHX Text
MAIN C.B.:

AutoCAD SHX Text
MOUNTING: 

AutoCAD SHX Text
VOLTAGE:

AutoCAD SHX Text
BKR. AMPS

AutoCAD SHX Text
LOAD DESCRIPTION

AutoCAD SHX Text
20

AutoCAD SHX Text
NO. OF  POLES

AutoCAD SHX Text
NO. OF  POLES

AutoCAD SHX Text
1

AutoCAD SHX Text
LOAD DESCRIPTION

AutoCAD SHX Text
CIRC. NO.

AutoCAD SHX Text
6

AutoCAD SHX Text
12

AutoCAD SHX Text
10

AutoCAD SHX Text
8

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
WIRE:

AutoCAD SHX Text
150A

AutoCAD SHX Text
208Y/120V

AutoCAD SHX Text
150A

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
42KAIC

AutoCAD SHX Text
SURFACE

AutoCAD SHX Text
LK - PROVIDE LOCKING TABS ON C.B.; GF - GFI TYPE C.B.; AF - ARC FAULT TYPE C.B.; ST - SHUNT TRIP C.B.

AutoCAD SHX Text
UNIT HEATER (UH-1)

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
LTG. UTILITY SPACE, GAS & ELEC. SERV RM

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
LTG. COVERED PARKING GARAGE

AutoCAD SHX Text
1

AutoCAD SHX Text
15

AutoCAD SHX Text
DRY SYSTEM AIR COMPRESSOR

AutoCAD SHX Text
LOCATION: LOWER LEVEL ELEC SERV ROOM

AutoCAD SHX Text
LOCATION: MAIN LEVEL (COATS).

AutoCAD SHX Text
LOCATION: MAIN LEVEL (SOCIAL ROOM A).

AutoCAD SHX Text
LOCATION: MAIN LEVEL (STORAGE).

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
RECEPT. ELEC SERV & GAS SERV RM.

AutoCAD SHX Text
RECEPT. OUTDOOR

AutoCAD SHX Text
RECEPT. SENIOR LOUNGE

AutoCAD SHX Text
RECEPT. HALL, WOMENS, MENS

AutoCAD SHX Text
RECEPT. FRONT OFFICE

AutoCAD SHX Text
RECEPT. GYM/AUDITORIUM

AutoCAD SHX Text
RECEPT. GYM/AUDITORIUM

AutoCAD SHX Text
RECEPT. GYM/AUDITORIUM

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
RECEPT. VENDING MACHINE

AutoCAD SHX Text
RECEPT. OFFICE 1

AutoCAD SHX Text
RECEPT. OFFICE 2

AutoCAD SHX Text
RECEPT. SOCIAL ROOM A

AutoCAD SHX Text
RECEPT. SOCIAL ROOM B

AutoCAD SHX Text
RECEPT. KITCHEN (STEAM TABLE)

AutoCAD SHX Text
15

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
RECEPT. KITCHEN (FREEZER)

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
RECEPT. KITCHEN (ICE MACHINE)

AutoCAD SHX Text
15

AutoCAD SHX Text
1

AutoCAD SHX Text
RECEPT. KITCHEN (RANGE)

AutoCAD SHX Text
15

AutoCAD SHX Text
1

AutoCAD SHX Text
RECEPT. KITCHEN (MICROWAVE)

AutoCAD SHX Text
20

AutoCAD SHX Text
2

AutoCAD SHX Text
15

AutoCAD SHX Text
2

AutoCAD SHX Text
RECEPT. KITCHEN (CONVEYOR TOASTER)

AutoCAD SHX Text
RECEPT. KITCHEN (CONVECTION OVEN)

AutoCAD SHX Text
15

AutoCAD SHX Text
1

AutoCAD SHX Text
KITCHEN (DISHWASHER)

AutoCAD SHX Text
30

AutoCAD SHX Text
2

AutoCAD SHX Text
RECEPT. KITCHEN (REFRIGERATOR)

AutoCAD SHX Text
15

AutoCAD SHX Text
1

AutoCAD SHX Text
LTG STORAGE, MECH RM, LRP-5

AutoCAD SHX Text
LTG FRONT OFFICE, RESTRM

AutoCAD SHX Text
LRP-4,6

AutoCAD SHX Text
LTG KITCHEN

AutoCAD SHX Text
LTG SENIOR LOUNGE

AutoCAD SHX Text
LTG SOCIAL ROOM

AutoCAD SHX Text
LTG OFFICE

AutoCAD SHX Text
LTG EXTERIOR

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
MOTORIZED DAMPERS

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
VAV'S

AutoCAD SHX Text
RF-1

AutoCAD SHX Text
3

AutoCAD SHX Text
15

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
2

AutoCAD SHX Text
40

AutoCAD SHX Text
DOMESTIC WATER HEATER (DWH-1)

AutoCAD SHX Text
EF-1, TX-1, TX-2

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
KX-1

AutoCAD SHX Text
25

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
RELAY NO.

AutoCAD SHX Text
5

AutoCAD SHX Text
7

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
RELAY NO.

AutoCAD SHX Text
6

AutoCAD SHX Text
8

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
CIRCUIT BREAKER SERVING RELAY

AutoCAD SHX Text
LRP SCHEDULE (LIGHTING CONTROL PANEL)(LIGHTING CONTROL PANEL)

AutoCAD SHX Text
120 VOLTS, 100 AMPS

AutoCAD SHX Text
LTG GYM - ZONE a

AutoCAD SHX Text
LP1-14

AutoCAD SHX Text
LTG - HALL ZONE a

AutoCAD SHX Text
LOCATION: MAIN LEVEL (COATS)

AutoCAD SHX Text
CIRCUIT BREAKER SERVING RELAY

AutoCAD SHX Text
LTG GYM - ZONE b

AutoCAD SHX Text
LTG GYM - ZONE c

AutoCAD SHX Text
LP1-14

AutoCAD SHX Text
LP1-16

AutoCAD SHX Text
LTG - HALL ZONE b

AutoCAD SHX Text
LTG - HALL ZONE c

AutoCAD SHX Text
LP1-20

AutoCAD SHX Text
LP1-22

AutoCAD SHX Text
LP1-22

AutoCAD SHX Text
LRP-2

AutoCAD SHX Text
LTG - HALL ZONE e

AutoCAD SHX Text
LP1-22

AutoCAD SHX Text
LTG EXTERIOR

AutoCAD SHX Text
LP1-32

AutoCAD SHX Text
LIGHTING CONTROL PANEL LRP

AutoCAD SHX Text
FACP

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
MOTORIZED DAMPERS

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
CABINET UNIT HEATER (CUH-1)

AutoCAD SHX Text
DWM-1 RECIRC PUMP

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
RADIANT FLOOR PUMP

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
MOTORIZED DAMPERS

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
RECEPT. KITCHEN GFI

AutoCAD SHX Text
RECEPT. KITCHEN GFI

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
KITCHEN FIRE SUP. SYSTEM

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
1

AutoCAD SHX Text
20

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
UNIT HEATER (UH-2)

AutoCAD SHX Text
4

AutoCAD SHX Text
4



 STRUCTURAL ENGINEER

212-989-2853

RODNEY D. GIBBLE CONSULTING ENGINEERS

SYLVIA J. LEE ARCHITECTS PLLC 

CIVIL ENGINEERING

845-279-2220

JAMES J. HAHN ENGINEERING, P. C.

ARCHITECT

914-220-2420

AutoCAD SHX Text
and the concepts set forth without the prior written consent of

AutoCAD SHX Text
No use, reproduction or dissemination may be made of this drawing

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
DRAWING TITLE

AutoCAD SHX Text
SEAL

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
OLA Consulting Engineers, PC. Copyright

AutoCAD SHX Text
PROJECT TITLE

AutoCAD SHX Text
No.

AutoCAD SHX Text
ISSUE OR REVISION

AutoCAD SHX Text
c

AutoCAD SHX Text
DATE

AutoCAD SHX Text
CLIENT

AutoCAD SHX Text
OLA Consulting Engineers 50 Broadway, Hawthorne, New York 10532 914.747.2800 12 East 49th Street, 11th Flr. New York, NY 10017 646.849.4110 olace.com

AutoCAD SHX Text
CONSULTING

AutoCAD SHX Text
ENGINEERS

AutoCAD SHX Text
ADDITION & RENOVATION TO

AutoCAD SHX Text
EMBASSY COMMUNITY 

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
HAN0005.00

AutoCAD SHX Text
2017

AutoCAD SHX Text
EMBASSY COMMUNITY

AutoCAD SHX Text
CENTER

AutoCAD SHX Text
60 PALISADE STREET

AutoCAD SHX Text
DOBBS FERRY, NY 10522

AutoCAD SHX Text
1

AutoCAD SHX Text
SCHEMATIC DESIGN

AutoCAD SHX Text
7/21/17

AutoCAD SHX Text
2

AutoCAD SHX Text
DESIGN DEVELOPMENT

AutoCAD SHX Text
12/15/17

AutoCAD SHX Text
3

AutoCAD SHX Text
ISSUED FOR BID

AutoCAD SHX Text
1/31/18

AutoCAD SHX Text
(TYP. BOTH SIDES)

AutoCAD SHX Text
UNDISTURBED SOIL

AutoCAD SHX Text
HAZARDOUS UNDERGROUND MARKING TAPE LABELED "CAUTION - ELECTRIC ELECTRIC LINE BURIED BELOW". TAPE SHALL BE  BURIED BELOW". TAPE SHALL BE 6" WIDE WITH BLACK LETTERING ON A RED BACKGROUND WITH DETECTABLE ALUMINUM FOIL LAMINATE, AS MANUFACTURED BY PANDUIT PART NO. HTDU6R-E OR EQUAL.

AutoCAD SHX Text
POWER CONDUITS.

AutoCAD SHX Text
BALANCE OF BACKFILL SHALL BE SUITABLE BACKFILL FREE OF SOLID MATERIAL GREATER THAN 6" MAX IN DIAMETER. BACKFILL MATERIAL SHALL BE ADEQUATELY COMPACTED IN 8" LIFTS.

AutoCAD SHX Text
%%uTRENCHING DETAIL FOR CONDUIT

AutoCAD SHX Text
SCALE: NONE

AutoCAD SHX Text
12

AutoCAD SHX Text
VARIES

AutoCAD SHX Text
6" MIN.

AutoCAD SHX Text
3" MIN.

AutoCAD SHX Text
6" MIN.

AutoCAD SHX Text
BACKFILL WITHIN 6" OF THE CONDUIT SHALL BE SAND. SEE NOTE #2.

AutoCAD SHX Text
6" MIN.

AutoCAD SHX Text
3"  

AutoCAD SHX Text
MIN.

AutoCAD SHX Text
TRENCH AREA SHALL BE REPAIRED TO MATCH EXISTING CONDITIONS.

AutoCAD SHX Text
GRADE

AutoCAD SHX Text
8" MAX.

AutoCAD SHX Text
SEE MINIMUM COVER REQUIREMENT TABLE.

AutoCAD SHX Text
UNDER MINIMUM OF 4-IN. THICK CONCRETE EXTERIOR SLAB WITH NO VEHICULAR TRAFFIC AND THE SLAB EXTENDING NOT LESS THAN 6 IN. BEYOND THE UNDERGROUND INSTALLATION.

AutoCAD SHX Text
1.) DETAIL SHOWN FOR INFORMATION PURPOSES. SAME CONCEPT SHALL ALSO APPLY FOR SINGLE CONDUITS. 2.) SAND MAY BE OMITTED FOR INSTALLATIONS WHERE COVER REQUIREMENTS ARE 6" OR LESS. 3.) CONDUITS TO BE SCHEDULE 80 PVC, UON.

AutoCAD SHX Text
UNDER STREETS, HIGHWAYS, ROADS, ALLEYS, DRIVEWAYS, AND PARKING LOTS.

AutoCAD SHX Text
%%uNOTES%%u:

AutoCAD SHX Text
30"

AutoCAD SHX Text
MINIMUM COVER REQUIREMENT TABLE

AutoCAD SHX Text
NONMETALLIC RACEWAYS LISTED FOR DIRECT BURIAL WITHOUT CONCRETE ENCASEMENT OR OTHER APPROVED RACEWAYS

AutoCAD SHX Text
ALL LOCATION NOT SPECIFIED BELOW.

AutoCAD SHX Text
IN TRENCH BELOW 2-IN. THICK CONCRETE OR EQUIVALENT.

AutoCAD SHX Text
LOCATION

AutoCAD SHX Text
4" SEE NOTE #2.

AutoCAD SHX Text
12"

AutoCAD SHX Text
30"

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
DETAILS

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
WRP

AutoCAD SHX Text
RL

AutoCAD SHX Text
E7.2

AutoCAD SHX Text
GR1408 LTD ENC SM NE1 GR1408 LTD INT 8NCL DTCMOD DV D14 OR EQUAL (# OF RELAYS AS NOTED IN SCHEDULES)

AutoCAD SHX Text
DTC 1400

AutoCAD SHX Text
MODEM

AutoCAD SHX Text
DIGITAL SWITCH 2 BUTTON CH2 BWH PWH (NUMBER OF BUTTONS AS NOTED ON PLAN)

AutoCAD SHX Text
%%uLIGHTING CONTROL DETAIL

AutoCAD SHX Text
SCALE: NOT TO SCALE

AutoCAD SHX Text
13

AutoCAD SHX Text
LIGHTING CONTROL SYSTEM PROGRAMMING CRITERIA::

AutoCAD SHX Text
NOTES: THE FOLLOWING  CRITERIA IS PROVIDED TO GIVE INITIAL GUIDANCE FOR PROGRAMMING THE LIGHTING CONTROL SYSTEM. FINAL PROGRAMMING SHALL BE AS DIRECTED AND APPROVED BY FACILITY MANAGER IN ACCORDANCE WITH FACILITY OPERATIONS. 1.	ALL CORRIDOR AND GYM AREAS SHALL BE PROGRAMMED TO TURNED ON FROM 9 AM TO 6 PM & GO ALL CORRIDOR AND GYM AREAS SHALL BE PROGRAMMED TO TURNED ON FROM 9 AM TO 6 PM & GO ON  AUTOMATIC MODE FROM 6 PM TO 9 AM VIA OCCUPANCY SENSORS. COORDINATE EXACT TIMES WITH FACILITY MANAGER.

AutoCAD SHX Text
OCCUPANCY SENSOR WITH DRY CONTACT RELAY - CM PDT 9 R

AutoCAD SHX Text
OCCUPANCY SENSOR, ADDITIONAL SENSORS IN CONTROL ZONE - CM PDT 9

AutoCAD SHX Text
OC

AutoCAD SHX Text
OC

AutoCAD SHX Text
OC

AutoCAD SHX Text
OCCUPANCY SENSOR, - CM PDT 10

AutoCAD SHX Text
DIGITAL SWITCH 6 BUTTON CH6 BWH PWH (NUMBER OF BUTTONS AS NOTED ON PLAN)

AutoCAD SHX Text
1.) CONTACTS UTILIZED IN CONTACTOR SHALL BE NORMALLY OPEN. 2.) KITCHEN HOOD FIRE SUPPRESSION SYSTEM OUTPUT CONTACTS SHALL BE OPEN UPON ACTIVATION OF FIRE SUPPRESSION SYSTEM. 3.) CONTACTOR SHALL BE LOCATED ADJACENT TO PANELBOARD U.O.N. 4.) CONTACTOR SHALL BE INSTALLED IN A NEMA-1 ENCLOSURE EQUIPPED WITH LOCKABLE HINGED COVER.

AutoCAD SHX Text
%%uKITCHEN EQUIPMENT SHUTDOWN

AutoCAD SHX Text
%%uCONTACTOR WIRING DIAGRAM

AutoCAD SHX Text
SCALE: NONE

AutoCAD SHX Text
14

AutoCAD SHX Text
NOTES::

AutoCAD SHX Text
H

AutoCAD SHX Text
N

AutoCAD SHX Text
1

AutoCAD SHX Text
C

AutoCAD SHX Text
2

AutoCAD SHX Text
6 POLE ELECTRICALLY HELD CONTACTOR. SQUARE-D LG SERIES OR APPROVED EQUAL.

AutoCAD SHX Text
TO EQUIPMENT UNDER EXHAUST HOOD & SOLENOID VALVE

AutoCAD SHX Text
3

AutoCAD SHX Text
LP2

AutoCAD SHX Text
NC

AutoCAD SHX Text
CIRCUIT FOR KITCHEN HOOD FIRE SUPPRESSION SYSTEM. SEE KITCHEN PLAN FOR INFORMATION.

AutoCAD SHX Text
KITCHEN HOOD FIRE SUPPRESSION SYSTEM OUTPUT CONTACT.

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
-

AutoCAD SHX Text
2/22/18

AutoCAD SHX Text
ISSUED FOR ADDENDUM NO. 1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
1.) ALL EQUIPMENT TO BE FURNISHED BY AND ALL WORK TO BE PERFORMED BY ELECTRICAL CONTRACTOR U.O.N. 2.) FSEC = FOOD SERVICE EQUIPMENT CONTRACTOR. FSS = FIRE SUPPRESSION SYSTEM. 3.) MICRO SWITCH CONTACTS FOR EQUIPMENT SHUT DOWN SHALL OPEN UPON ACTIVATION OF FIRE SUPPRESSION SYSTEM.  UPON ACTIVATION OF FIRE SUPPRESSION SYSTEM. 4.) MICRO SWITCH CONTACTS FOR FIRE ALARM CONTROL PANEL NOTIFICATION SHALL CLOSE UPON ACTIVATION OF FIRE SUPPRESSION SYSTEM.

AutoCAD SHX Text
%%uTYPICAL KITCHEN FIRE SUPPRESSION SYSTEM

AutoCAD SHX Text
SCALE: NONE

AutoCAD SHX Text
15

AutoCAD SHX Text
NOTES::

AutoCAD SHX Text
N

AutoCAD SHX Text
LP2 (1P-20A CB)

AutoCAD SHX Text
STATIONARY ELECTRIC AND/OR GAS EQUIPMENT UNDER EXHAUST HOOD (BY F.S.E.C.),

AutoCAD SHX Text
BRANCH CIRCUITS.

AutoCAD SHX Text
KITCHEN EQUIPMENT SHUT DOWN CONTACTOR. SEE DETAIL FOR ADDITIONAL INFORMATION.

AutoCAD SHX Text
CONTROL WIRING.

AutoCAD SHX Text
FIRE  SUPPRESSION SYSTEM (BY F.S.E.C.)

AutoCAD SHX Text
FIRE PULL BOX(ES) (BY F.S.E.C.)

AutoCAD SHX Text
TO FACP VIA MONITORING MODULE.

AutoCAD SHX Text
MICRO SWITCH. SEE NOTE #3 & 4.

AutoCAD SHX Text
CHEMICAL TANK

AutoCAD SHX Text
NOZZLES  (BY F.S.E.C.)

AutoCAD SHX Text
H

AutoCAD SHX Text
TO FACP

AutoCAD SHX Text
INSTALL F.S.S. TIGHT TO FINISHED CEILING.

AutoCAD SHX Text
VENTILATOR (BY F.S.E.C.)

AutoCAD SHX Text
CABLE TO BE INSTALLED IN CONDUIT BY SUPPRESSION  SYSTEM INSTALLER.(F.S.E.C.)

AutoCAD SHX Text
FUSIBLE LINK

AutoCAD SHX Text
C

AutoCAD SHX Text
FROM PANELBOARD

AutoCAD SHX Text
4













 

RADIANT FLOOR HEATING

SCHEDULE























































































	01_Addendum No.1
	02_Sec 000100 Title Page
	03_2018 Stamped and sealed
	04_Hahn Bid Docs
	Sec 000101 Public Notice DF
	Sec 002000 Instructions To Bidders 365 days
	Sec 002000 Instructions To Bidders
	Sec 004001 Bid Forms General Construction Contract
	Sec 004002 Bid Forms Plumbing Contract
	Sec 012100 Allowances

	05_235116 FL - Fabricated Breechings and Accessories
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes the following:
	1. Listed chimney liners.
	2. Listed double-wall vents.

	B. Related Sections include the following:
	1. Section 235113 "Draft Control Devices" for induced-draft and mechanical fans and for motorized and barometric dampers.


	1.3 ACTION SUBMITTALS
	A. Product Data: For the following:
	1. Chimney liners.
	2. Special gas vents.

	B. Shop Drawings: For vents, breechings, chimneys, and stacks. Include plans, elevations, sections, details, and attachments to other work.
	1. Detail equipment assemblies and indicate dimensions, weights, loads, required clearances, methods of field assembly, components, hangers and seismic restraints, and location and size of each field connection.
	2. For installed products indicated to comply with design loads, include calculations required for selecting seismic restraints and structural analysis data signed and sealed by the qualified professional engineer responsible for their preparation.


	1.4 INFORMATIONAL SUBMITTALS
	A. Welding certificates.
	B. Warranty: Special warranty specified in this Section.

	1.5 QUALITY ASSURANCE
	A. Source Limitations: Obtain listed system components through one source from a single manufacturer.
	B. Welding: Qualify procedures and personnel according to AWS D1.1/D1.1M, "Structural Welding Code--Steel," for hangers and supports and AWS D9.1/D9.1M, "Sheet Metal Welding Code," for shop and field welding of joints and seams in vents, breechings, a...
	C. Certified Sizing Calculations: Manufacturer shall certify venting system sizing calculations.

	1.6 COORDINATION
	A. Coordinate size and location of concrete bases. Cast anchor-bolt inserts into bases. Concrete, reinforcement, and formwork requirements are specified with concrete.
	B. Coordinate installation of roof curbs, equipment supports, and roof penetrations. These items are specified in Section 077200 "Roof Accessories."

	1.7 WARRANTY
	A. Special Warranty: Manufacturer's standard form in which manufacturer agrees to repair or replace components of venting system that fail in materials or workmanship within specified warranty period. Failures include, but are not limited to, structur...
	1. Warranty Period:  10 years from date of Substantial Completion.



	PART 2 -  PRODUCTS
	2.1 LISTED CHIMNEY LINERS
	A. Available Manufacturers: Subject to compliance with requirements, manufacturers offering products that may be incorporated into the Work include, but are not limited to, the following:
	1. Van Packer.
	2. Heat-Fab, Inc.
	3. Metal-Fab, Inc.
	4. Selkirk Inc.; Selkirk Metalbestos and Air Mate.
	5. Simpson Dura-Vent Co., Inc.; Subsidiary of Simpson Manufacturing Co.

	B. Description:  Straight, single-wall chimney liner tested according to UL 1777 and rated for 1000 deg F continuously, or 2100 deg F for 10 minutes; with negative or positive flue pressure complying with NFPA 211.
	C. Straight Liner Materials: ASTM A 666, Type 304 stainless steel.
	D. Accessories:
	1. Fittings: Tees, elbows, increasers, draft-hood connectors, metal caps with bird barriers, adjustable roof flashings, storm collars, support assemblies, thimbles, firestop spacers, and fasteners; fabricated from similar or compatible materials and d...
	2. Sealant: Manufacturer's standard high-temperature sealant.
	3. Insulating Fill: Manufacturer's standard high-temperature insulation fill material in annular space surrounding chimney liner including high-temperature, ceramic-fiber insulation required to seal chimney at top and bottom.


	2.2 LISTED SPECIAL GAS VENTS
	A. Available Manufacturers: Subject to compliance with requirements, manufacturers offering products that may be incorporated into the Work include, but are not limited to, the following:
	1. Heat-Fab, Inc.
	2. Metal-Fab, Inc.
	3. Selkirk Inc.; Selkirk Metalbestos and Air Mate.
	4. Van Packer.

	B. Description: Double-wall metal vents tested according to UL 1738 and rated for 480 deg F continuously, with positive or negative flue pressure complying with NFPA 211.
	C. Construction: Inner shell and outer jacket separated by at least a 1/2-inch airspace.
	D. Inner Shell: ASTM A 959, Type 29-4C stainless steel.
	E. Outer Jacket:  Aluminized steel.
	F. Accessories: Tees, elbows, increasers, draft-hood connectors, terminations, adjustable roof flashings, storm collars, support assemblies, thimbles, firestop spacers, and fasteners; fabricated from similar materials and designs as vent-pipe straight...
	1. Termination: Exit cone with drain section incorporated into riser.



	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine areas and conditions for compliance with requirements for installation tolerances and other conditions affecting performance of work.
	1. Proceed with installation only after unsatisfactory conditions have been corrected.


	3.2 APPLICATION
	A. Listed Chimney Liners: High-efficiency boiler or furnace vents in masonry chimney, dishwasher exhaust, or Type II commercial kitchen hood.
	B. Listed Special Gas Vent: Condensing gas appliances.

	3.3 INSTALLATION OF LISTED VENTS AND CHIMNEYS
	A. Locate to comply with minimum clearances from combustibles and minimum termination heights according to product listing or NFPA 211, whichever is most stringent.
	B. Seal between sections of positive-pressure vents and grease exhaust ducts according to manufacturer's written installation instructions, using sealants recommended by manufacturer.
	C. Support vents at intervals recommended by manufacturer to support weight of vents and all accessories, without exceeding appliance loading.
	D. Slope breechings down in direction of appliance, with condensate drain connection at lowest point piped to nearest drain.
	E. Lap joints in direction of flow.
	F. Connect base section to foundation using anchor lugs of size and number recommended by manufacturer.
	G. Join sections with acid-resistant joint cement to provide continuous joint and smooth interior finish.
	H. Erect stacks plumb to finished tolerance of no more than 1 inch out of plumb from top to bottom.

	3.4 CLEANING
	A. After completing system installation, including outlet fittings and devices, inspect exposed finish. Remove burrs, dirt, and construction debris and repair damaged finishes.
	B. Clean breechings internally, during and after installation, to remove dust and debris. Clean external surfaces to remove welding slag and mill film. Grind welds smooth and apply touchup finish to match factory or shop finish.
	C. Provide temporary closures at ends of breechings, chimneys, and stacks that are not completed or connected to equipment.
	END OF SECTION 235116
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