
 
 
 
 

 
March 2, 2018 

 
ADDENDUM NO. 2 

 
TO THE CONTRACT DOCUMENTS 

FOR THE CONSTRUCTION OF 
 

ADDITIONS AND ALTERATIONS 
THE EMBASSY COMMUNITY CENTER 

 
 
   CONTRACT NO. 1 - GENERAL CONSTRUCTION 
   CONTRACT NO. 2 - PLUMBING  
   CONTRACT NO. 3 - HVAC 
   CONTRACT NO. 4 - ELECTRICAL 
 

Village of Dobbs Ferry 
Westchester County, New York 

 
 
TO ALL HOLDERS OF THE CONTRACT DOCUMENTS: 
 
Your attention is directed to the following interpretations of, changes in, and additions to the Contract 
Documents for the construction of Additions and Alterations to The Embassy Community Center. 
 
This addendum is issued in accordance with the Instructions to Bidders 2.4, and is made part of the 
Contract Documents in accordance with Article 2 of the Bid Form.  
 
Receipt of this addendum must be acknowledged in the Bid, in accordance with the Instructions to 
Bidders. 
 

James J. Hahn Engineering P.C., Brewster, NY 
Sylvia J Lee Architect PLLC, Hastings-On-Hudson, NY 
Rodney D. Gibble Consulting Engineers, New York, NY 

OLA Consulting Engineers, PC, Hawthorne, NY 
 
 
 
 
 
 
 
 
 

         Sylvia J. Lee, AIA         John Torre, P.E.  Rodney D. Gibble, P.E., SECB



Village of Dobbs Ferry 
ADDITIONS AND ALTERATIONS 
The Embassy Community Center 
Contract Nos. 1-General Construction, 2-Plumbing, 3-HVAC, 4-Electrical 
Addendum No. 2 

 
A. IN THE BID DOCUMENTS 
 

1. Reference Bid Forms: General Construction, Section 004001 - GC - 2, ADD: 
“Allowance - Signage, $7,500”. 
 

2. Reference Allowances, Section 012100-2, Part 3 - Execution, 3.3 Schedule of 
Allowances, ADD: “E. Signage”. 

B. IN THE BID DRAWINGS 
 

1. Reference Sheet S-100, ADD: “(E)” Existing notes to all exterior foundations, 
concrete footings, piers and anchor bolts.  
 

2. Reference Sheet S-201, ADD: “(E)” Existing notes to all exterior foundations, 
concrete footings, piers and anchor bolts. 

 
3. The following lists of drawings have been revised.  

 
ATTACHMENTS 

 
BID DOCUMENTS 
004001-GC-2 BID FORMS  
012100 - 2 ALLOWANCES 
 
DRAWINGS 
A-101    Basement Plan 
A-102    First Floor Plan 
A-301    Building Elevations 
A-403    Exterior Wall Details 
A-501    Partition Types, Finish Schedule 
A-502    Door Schedule 
A-701    Vestibule Lobby 
A-703    Kitchen 
A-706    Social Room Plans 
A-708    Corridors, Plans and Elevations 
A-709    Offices, Plans and Elevations, Misc Elevations 
S-100    Foundation Plan 
S-201    Foundation Sections and Details 

QUESTIONS AND ANSWERS 
 

Q.  No signage schedule. 
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Village of Dobbs Ferry 
ADDITIONS AND ALTERATIONS 
The Embassy Community Center 
Contract Nos. 1-General Construction, 2-Plumbing, 3-HVAC, 4-Electrical 
Addendum No. 2 

 
A. Signage identifying each room (listed in the finish schedule, A501) will be 

required at the entrance to each room.  Additionally, signage will be required 
identifying accessible toilets.  

 
Q. Borrowed lights gl to g4 no sizes shown. 
 
A. Lights have been added to the Door and Opening Schedule, on drawing A502 
 
Q. Column enclosures at Exterior parking lot @A403 - No Details.  
 
A. A detail has been added to A403 
 
Q. No finishes at basement, DWG A501.  
 
A. Spaces have been scheduled on the Finish Schedule, A501 
 
Q.  Please confirm that AHU-1 as listed on the schedules on M6.1 should be re-

named as AC-1. Please also delete references to chilled water coil as our 
understanding from the plans is that it will have a dx coil connected to CU-1. 
Please update equipment schedule for AC-1. 

 
A. Please refer to Addendum No. 1 drawings for clarification. 
 
Q.  Please provide equipment schedules for CU-1, RP-1, UH-1, EF-2, Expansion 

Tank/ Air separator, Boiler circulators.  
 
A. Please refer to Addendum No. 1 drawings for clarification.  
 
Q. Please provide specifications for boiler intake and exhaust flue.  
 
A. Please refer to Addendum No. 1, specification 235116. 
 
Q. HVAC Sequence of operations specs. Section 230993 page 6 shows Dampers 

required for AHU-1. However, Motorized dampers on dusts are not shown on 
the Floor plans for that unit. Please update.  

 
A. Please refer to Addendum No. 1, Mechanical Drawings for Motorized damper 

locations.  
 
Q. Fans TX-1, TX-2 & KX-1, & MAU-1 are shown on Roof Dwgs., however, 

Risers and floor layout ductwork is not shown on the floor plans. Please 
update.    
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Village of Dobbs Ferry 
ADDITIONS AND ALTERATIONS 
The Embassy Community Center 
Contract Nos. 1-General Construction, 2-Plumbing, 3-HVAC, 4-Electrical 
Addendum No. 2 
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A. Please refer to Addendum No. 1 drawings for clarification. Fans are located 
directly above the air inlets, and ductwork shall transition in vertical to fan 
above.   

 
Q. Schedule for the following; Fin tube radiation, cabinet unit heaters, make up 

air unit, kitchen hood, exhaust fans, hot water pumps.  
 
A. Please refer to Addendum No. 1 drawings for clarification.  
 
Q. Plan page 2.1 indicates new hydronic piping running the perimeter of the 

finished lower level. Who is responsible for the ceiling and wall repair and 
finish?  

 
A. See Multiple Contract Summary, 011200. Each prime contractor will perform 

cutting and patching.  
 
Q. Is a drain pan required under AC-1 in mezzanine?  
 
A. Yes, provide 1” high drip pan with leak detector below AC-1.  Leak detector 

shall be arranged to shut down unit and sound audible and visual alarm at 
local alarm panel.   

 
Q. What material and gauge is required for kitchen hood exhaust duct?  
 
A. KX ductwork shall be no. 16 steel or no. 18 stainless steel with continuous 

welded seams and joints that comply with NFPA 96. Slope at 2% to drain 
back to hood. Provide fire rated access horizontal ducts and at every floor 
change for vertical ducts.  Provide 2 hour fire rated blanket. 

 
Q.  No fire dampers shown on drawings.  
 
A.  No rated partitions have been shown on the architectural drawings.   
 
Q.  What areas are exposed, if any, that would be double wall spiral? 
 
A.  There are no areas of double wall spiral ductwork. 
 

END OF ADDENDUM NO. 2 
 
 

P:\Village of Dobbs Ferry\Highway Department\Embassy Club\Embassy Club Addition\Addendum No. 
2\Addendum No.2 FINAL.docx 
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 ADDITIONS AND ALTERATIONS 

BID FORMS 004001 - GC - 2

THE EMBASSY COMMUNITY CENTER 
VILLAGE OF DOBBS FERRY 
   

 

BREAKDOWN OF BASE BID 
 
The following is a Breakdown of Costs by Major Division used by the Bidder in assembling his Bid 
Proposal: 
 
General Conditions, Overhead and Profit $   
 
Division 2 - Existing Conditions $   
 
Division 3 - Concrete $   
 
Division 4 - Masonry  $   
 
Division 5 - Metals           $                              
 
Division 6 - Wood, Plastics, and Composites        $                              

 
Division 7 - Thermal and Moisture Protection $   
 
Division 8 - Openings           $                          
 
Division 9 - Finishes  $                              
 
Division 10 - Specialties          $                              
 
Division 11 - Equipment          $                              
 
Division 12 - Furnishings          $                              

 
Division 31 - Earthwork $   
 
Division 32 - Exterior Improvements         $                              
  
Allowance - Construction Fence       $   10,000     
 
Allowance - Dumpsters (For All Contractors)    $   12,000    
 
Allowance - Landscaping      $   15,000    
 
Allowance - Signage       $   7,500    
 
 
TIME REQUIRED FOR COMPLETION 
 
If awarded the Contract for General Construction, Bidder agrees to complete the work described in the 
Bidding Documents within 365 Calendar days from the date of signed agreement.  



ADDITIONS AND ALTERATIONS 
THE EMBASSY COMMUNITY CENTER 
VILLAGE OF DOBBS FERRY 
 

ALLOWANCES  012100 - 2 

E.       Unless otherwise indicated, Contractor's costs for receiving and handling at Project site, labor, 
installation, overhead and profit, and similar costs related to products and materials ordered by 
Owner or selected by Architect under allowance shall be included as part of the Contract Sum 
and not part of the allowance. 

 
 
1.5 ADJUSTMENT OF ALLOWANCES 
 

A. Allowance Adjustment: To adjust allowance amounts, prepare a Change Order proposal based 
on the difference between purchase amount and the allowance, multiplied by final measurement 
of work-in-place where applicable. If applicable, include reasonable allowances for cutting 
losses, tolerances, mixing wastes, normal product imperfections, and similar margins.\ 
 
 1. Submit substantiation of a change in scope of Work, if any, claimed in Change 

Orders related to unit-cost allowances. 
 
 
PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION 

3.1 EXAMINATION 
 

A. Examine products covered by an allowance promptly on delivery for damage or defects. Return 
damaged or defective products to manufacturer for replacement. 

 
3.2 PREPARATION 
 

A. Coordinate  materials  and  their  installation  for  each  allowance  with  related  materials  and 
installations to ensure that each allowance item is completely integrated and interfaced with 
related work. 

 
3.3 SCHEDULE OF ALLOWANCES  
 

A. Construction Fence 
B. Dumpsters (For All Contractors)  
C. Landscaping  
D. Ansul System/ Kitchen Hood 
E. Signage 

 
 

 
 

END OF SECTION 012100 
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